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Executive Summary

The purpose of this Crystal Pool and Fitness Centre Feasibility Study is to assist 
the City of Victoria with determining a course for future investment in recreation 
services as they relate to this facility. This is the final Summary Report which 
documents the process and supersedes previously issued Draft Reports.

In course of this study a multidisciplinary consultant team has collaborated with a 
city project team comprised of staff and external resources, as well as members 
of the general public in analyzing current and anticipated community need relating 
to aquatic and recreation,  assessing options for upgrading the current facility or 
building a new facility to meet this need and confirming the financial implications 
of those options. 

In total three options - described in detail within this report - were developed and 
brought forward to council for consideration: 

Option 1 - Retrofit and Rejuvenate What Exists
Option 2 - Retrofit What Exists and Expand Facility and Program
Option 3 - New Construction of Expanded Program 

Option 1 addresses the minimal required effort to keep the facility open and 
operating, whereas Options 2 and 3 both have the ability to address the identified 
current and future need, but come with different sets of benefits and challenges 
as well as differing cost and risk profiles. 

In October 2016, City Staff presented the findings of the Feasibility Study Draft 
Report to Council Committee of the Whole for consideration. The outcome was 
unanimous council support to recommend the development of a new 
facility to replace the aging existing facility.  

The implementation plan, which now forms part of this final summary report, has 
been developed for the replacement facility option, outlining at a high level the 
recommended next activities and providing an overview schedule. 
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Introduction

The Crystal Pool and Fitness Centre was designed by Victoria architect John Di 
Castri in 1969 and opened its doors in 1971. The building (approximately 5750 M2 
or 62,000 SF) features an 8 lane, 50 metre aquatic facility that includes a water 
slide and other leisure components as well as multi-purpose spaces and fitness 
spaces, a weight room, cardio areas and a fitness circuit which were not original 
to the building. Though the facility has undergone a number of programming and 
maintenance improvements in the intervening 45 years, it has not been
significantly upgraded. Various reviews and assessments conducted over the 
past few years confirm that at the very least, the building requires considerable 
investment in the near future to maintain its functionality in its current configuration.  
However, it may require much more.  What it specifically requires is the focus of this 
study.

When the facility was originally constructed the primary purpose was aquatics and it 
housed the only 50 metre competition pool in the greater Victoria region. As trends 
and needs have changed, and other facilities have been built in the region, the 
purpose and focus of the facility has also changed. The dry-land spaces have been 
re-purposed to allow weight training and fitness activities and the pool area has 
been modified to allow for additional play and relaxation features (waterslide, hot 
tub and sauna), while still allowing for fitness and sport training activities. Although 
the facility has been maintained to a high standard given available operational 
funding, some of the its systems and components are approaching the end of their 
functional lifespan, and the ability to modify and expand dry-land and aquatic spaces 
to meet new trends and demands is limited.

The facility has undergone an assessment regarding required lifecycle upgrades in 
2015. The results of the assessment confirmed that all of the major pool systems 
were beyond, at or near the end of their useful life. Those results prompted this 
feasibility study, which is meant to provide city staff and city councillors additional 
information to inform their decision making process.

With the refurbishment costs for extending the life of the existing facility in 
the millions of dollars, the city of Victoria faces the critical decision between 
refurbishing, expanding or even replacing Crystal Pool and Fitness Centre. The 
focus of this feasibility study is the engagement of stakeholders and the general 
public towards understanding the community needs, and the reviewing in more 
detail the technical and financial implications of potential options that can meet 
these needs through refurbishment, expansion or replacement.
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Context for Planning 
Aquatic Services

There are seven categories of aquatic services under which existing services 
are assessed and future needs determined. Each requires a slightly different 
configuration of aquatic spaces, water temperature or operation to deliver the 
service. They are as follows:
 • Recreational Swimming (i.e. swimming for fun);
 • Skill Development (e.g. swim lessons primarily, but also other skills taught in 

lesson format);
 • Fitness Swimming (both lane swimming and aquasize classes);
 • Sport Training (e.g. aquatic sport club training sessions);
 • Special Events (e.g. swim meets and diving competitions);
 • Therapy and Rehabilitation (where those that are injured, are frail, or have 

disabilities are active in water because it supports their body weight; either in a 
program, or individually);

 • Leadership Training (e.g. Bronze Medallion, Bronze Cross, NLS courses).

Almost all aquatic services and needs can be categorized under one of the above 
headings.

Seven Categories of Aquatic Services

Three Modes of Pool Operation
There are also three modes of pool operations as follows: 
 • Drop-in, where individuals and families decide to visit a facility and swim on a 

case by case basis;
 • Program, where users pre-commit, through a registration process, to a series 

of uses that typically involve some instruction or leadership, and are scheduled 
at a predetermined time;

 • Rental, where a group rents some aquatic space, and then controls the users 
and uses of that space.

The seven categories of aquatic service are typically accommodated within the three 
modes of operation as summarized in Figure One.

Understanding the seven categories of aquatic service and how they are met within 
the three modes of operation is important to the assessment of existing aquatic 
facilities and in planning for any new aquatic amenities in the City of Victoria.  

The context within which indoor aquatic needs are investigated and planning for 
aquatic spaces has been undertaken in this project warrants some review. There are 
several background concepts that require understanding.



Three Modes of Operation

Categories of Aquatic Service Drop-In Program Rental

Recreational Swimming

Skill Development

Fitness Swimming

Sport Training

Competitions

Therapy and Rehabilitation

Leadership Training
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Capacity of Indoor Pools 

Generally speaking, for a City the size of Victoria, indoor aquatic services are 
provided on a City-wide service level; that is, there will not be a pool in each 
neighbourhood within the City, but one facility that is centrally located and to which 
all residents can travel to and use.  In other words, while the seven categories 
of aquatic service each require somewhat unique types of space in which to 
accommodate them, a single pool will have to suffice to meet all seven categories 
of service.  In turn, that means that prioritization of service categories will be 
required, as a single pool will not ideally meet all types of aquatic service.  It also 
means that multiple pool tanks will likely be required in the single facility.

The capacity of Crystal Pool and Fitness Centre to deliver many or all of the seven 
categories of aquatic service relates to:
 • The amount of surface area of the pool tank or tanks; 
 • The depth of water in the pool tank or tanks; 
 • Programming and scheduling of the tank or tanks (i.e. different users can 

accomodate different totals in the same water surface area and depth). 
 • The total hours available each year. 

The Crystal Pool and Fitness Centre is available for use about 130  hours each of 
48 weeks each year; for a total of 6240 hours.  For such a facility, which attempts 
to balance all of the seven categories of aquatic service, experience has shown the 
total capacity for aquatic service can be measured by the formula noted below:
 • For water less than 5 feet deep, indoor pools have a capacity to delivery up to 

65 swims per year for each square foot of water surface area; 
 • For water more than 5 feet deep, indoor pools have a capactiy to deliver up to 

25 swims per year for each square foot of water surface area. 

It should be noted that this is not “legal capacity” which is laid down in the Swim 
Pool Regulations under BC’s Health Act, and which results in higher capacity than 
the formula above.  In fact, while legal capacity divides pools into water less than 
and more than 5 feet deep, it focuses on instantaneous capacity rather than annual 
capacity.  The above definition of capacity relates to a typical public pool which must 
deliver a variety of categories of aquatic service in a typical 6000 to 6500 hours per 
year municipal operating format.

Figure One Accomodating Categories of Aquatic Service Within Three Modes of Operation 
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Some important economic aspects of the delivery of aquatic services need also to 
be understood.

 • The Capital Cost of an indoor pool, unlike most other forms of buildings, 
correlates more directly with the volume of the facility rather than the floor area. 
This is because, the deeper the water, the more air above the water is typically 
required, and both water depth and air height are very important and costly 
considerations when developing an indoor pool, as both require large amounts 
of mechanical systems (water treatment systems which vary with the volume 
of water, and HVAC systems for handling highly humid, chemical laden air) 
associated with those volumes. Two pools with the same floor area can have 
signficantly different construction costs if one has more deep water and higher 
ceilings than the other.

 • Operating Costs for indoor public pools are highly related to regulations and 
largely fixed.  About 70% of the operating costs of a typical pool are relatively 
or completely fixed (ie. they don’t vary whether there is one person swimming 
or 40 people swimming in the pool enclosure) and are associated with a 
minimum number of lifeguarding staff, water quality systems, management staff, 
insurance, utilities, and staffing a customer service control point; none of which 
vary directly with the volume of use.

 • Operating revenues are variable.  In other words, if use increases by 10%, 
operating revenues go up roughly 10% as the revenue associated with swims in 
each category of aquatic service is largely constant on a per swim basis.

 • Because of the previous two points, it is very important, from an economic and 
environmental sustainability point of view,  to operate a pool as close to full 
capacity as is reasonably possible. A pool operating at a fraction of its total 
capacity has a high operating cost, a low operating revenue, and a very high 
net subsidy and energy consumption per swim.  A pool operating close to its 
full capcity has a high operating cost, a high operating revenue, and a much 
lower net subsidy and energy consumption per swim.  Another way of viewing 
this relationship is to acknowledge that every additional swim a pool is able to 
generate will trigger more operating revenue than operating cost and won’t 
increase energy consumption proportionately. That means a community should 
try to size its pool or pools to meet current and short term future needs, and not 
the needs of the very long term future, as “overbuilding” capacity in the short 
term to meet long term needs will likely result in operating subsidies per swim 
that are so high that they collectively exceed the cost of adding to the existing 
pool or building another pool far into the future when the community needs it. 

All of the above contextual comments are very important in the sizing and 
configuring of pool spaces and planning for long term aquatic needs.  In order to 
ensure the right kinds and amounts of aquatic spaces are built it is important to 
consider:

Economics of Pool Operation
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Benefits of Aquatic Services

 • The proportion of total aquatic use that will be generated in each of the three 
modes of operation;

 • The proportion of total swims that will be generated in each of the seven 
categories of aquatic service;

 • The total swims that result from the first two bullets above translated into a 
set of aquatic spaces that will optimally respond to those needs, resisting the 
temptation to “overbuild” spaces which won’t be used for 10- 20 years or more;

 • While providing all core aquatic services, attempt to fill gaps in the supply left by 
other existing pools in the region and not duplicate service in categories which 
are more specialized and represent fewer swims;

 • That as many current and short term needs are met within a context of the least 
amount of volume of space;

 • That all pools will be operated as close to full capacity as is reasonably possible 
to avoid unnecessarily high subsidies per swim.

The final few points above deal with the Crystal Pool and Fitness Centre operating 
within a regional market.  If a future Crystal Pool and Fitness Centre were to fill 
gaps left in the regional market place, that would be a good thing from a regional 
perspective both economically and environmentally.  However, if it were to duplicate 
services where there is already excess capacity in the regional marketplace, and 
“steel away” swims from other pools, resulting in more excess capacity overall 
in some categories of aquatic service, that would be a bad thing from a regional 
perspective both economically and environmentally.

Although public aquatic facilities are among the most expensive facilities that a 
community can provide, almost all communities invest heavily in them because of 
the tremendous benefits that accrue from their use.  These benefits contribute to 
healthy, active individuals and communities and include:
 • Water safety – learning how not to drown, one of the most basic of human 

needs and public services especially for communities close to natural 
waterways;

 • Learning and improving skills in swimming, diving and other water sports;
 • Fitness and conditioning in a medium that is least consumptive and least likely 

to result in injury because of the buoyancy of the water;
 • Rehabilitation and therapy services to those with disabilities, injury or frailty;
 • Social opportunities in water or on deck that connect people and reduce 

feelings of isolation;
 • Family opportunities to come together in a recreational setting conducive to all 

family members;
 • Mixing segments and subsets of the community with an activity that is 

worldwide, appeals to people of all ages and abilities;  
 • Leadership training for young people;
 • Extensive volunteering opportunities;
 • Special events that rally community identity, spirit and pride;
 • Sport Tourism opportunities associated with swim meets.

It is for the above reasons that public aquatic swimming facilities are typically quite 
highly subsidized.  In addition to taxpayers having to contribute to the capital costs 
of indoor pools, the typical recovery rate  for an indoor pool is between 30% and 
70%, with taxpayers paying the remainder of the operating costs.  
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The Existing Situation

The Greater Victoria Region, spread over an area of just under 700 km2 has an 
estimated 2015 population of around 375,000. Victoria, at a population of just 
under 85,000 is the second largest of the 15 cities, municipalities, unincorporated 
areas and first nation reserves that make up the region. Saanich, with a population 
of around 110,000 is the largest municipality, whereas none of the remaining 
municipalities has a population exceeding 35,000. 

There are currently eight municipal public indoor pools in the regional marketplace, 
as well as two YMCA pools and one University pool.   They are listed in Figure Two 
A. Private indoor pools, mostly associated with hotels and only partially available to 
the public, have not been listed.

The Regional Marketplace

Introduction to this chapter. Before analyzing how the Crystal Pool and Fitness 
Centre meets needs, it is important to understand the marketplace within which it 
operates.



Figure Two A
Existing Public Indoor Pools in the Capital Region

Name of Facility Municipality in 
Which it is Located

Agency Which 
Owns and Operates Pool Tanks Included

Sooke Pool District of Sooke CRD Seaparc (Sooke 
Electoral Area Parks and 
Recreation Commission)

 • 6 Lane 25m Lap Pool
 • Leisure Pool
 • Swirl Pool

Juan de Fuca Recreation Centre City of Colwood Westshore Parks and 
Recreation 

 • 8 Lane 25m Lap Pool
 • Leisure Pool
 • Hot Tub

New Y Pool in Western Communities City of Langford YMCA-YWCA of Greater 
Victoria

 • 5 Lane 25m Lap Pool
 • Leisure Pool
 • Hydro Therapy Pool
 • Swirl / Hot Pool 

Esquimalt Recreation Centre Township of Esquimalt Esquimalt Parks and 
Recreation

 • 6 Lane 25m Lap Pool
 • Leisure Pool
 • Tot Pool
 • Swirl / Hot Pool

Victoria YMCA City of Victoria YMCA-YWCA of Greater 
Victoria

 • 25m Lap Pool
 • Leisure Pool 

Crystal Pool and Fitness Centre City of Victoria City of Victoria  • Rectangular tank 50m long, 
by 8 lanes wide with shallow 
end width extension to 25m 
by 15m

 • Small, shallow water leisure 
tank / teach pool 

 • Swirl / Hot Pool 

Gordon Head Recreation Centre District of Saanich District of Saanich - 
Parks and Recreation 

 • 6 lane 25m Lap Pool 
 • Leisure Pool
 • 2 Swirl / Hot Pools 

Saanich Commonweath Pool District of Saanich District of Saanich - 
Parks and Recreation

 • 8 lane 5m lap pool (with 
moveable bulkhead) 

 • 6 lane 50m pool, moveable 
bulkhead generally 
positioned between shallow 
and deep with deep end 
expanded in width to 
accomodate dive towers

 • Leisure wave pool
 • Swirl / Hot pool 

McKinnon Pool Distric of Saanich University of Victoria  • L-Shaped 6 lane 25m x 
25m lap pool 

Panorama Leisure Centre Distrcit of Central Saanich Peninsula Recreation 
Commission (CRD)

 • 6 lane 25m lap pool
 • Leisure Pool 

Oak Bay Recreation Centre District of Oak Bay Oak Bay Recreation  • 8 lane 25m lap pool 
 • Rectangular leisure pool 
 • Swirl / Hot Pool 

CRYSTAL POOL AND FITNESS CENTRE - FEASIBILITY STUDY 16



Figure Two B
Recreation Centres with Fitness, but without indoor pools in the Capital Region

Name of Facility Owned By Operated By 

Pearkes Recreation Centre District of Saanich District of Saanich - Parks and Recreation

Cedar Hill Recreation Centre District of Saanich District of Saanich - Parks and Recreation

Henderson Recreation Centre District of Oak Bay Oak Bay Recreation 
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The Local Marketplace
The City of Victoria recreation department operates a number of indoor and outdoor 
facilities. Crystal Pool and Fitness Centre is the only city operated recreation centre 
that offers aquatic and fitness programming. In addition to a downtown pool and 
fitness operated by the YMCA-YWCA, the residents of Victoria benefit from a 
number of aquatic and fitness facilities operated by nearby municipalities within 
very close proximity to downtown, including Oak Bay Recreation Centre, Esquimalt 
Recreation Centre and the two indoor pools operated by Saanich: Gordon Head and 
Saanich Commonwealth Place (SCP). All of these are either located conveniently 
close to Victoria residents and also might offer features that are particularly 
appealing to specific demographics, such as family oriented warmer water 
temperatures (Esquimalt) or unique attractions (wave pool and dive tower at SCP). 

The size and demographic profile of a city’s and the region’s population significantly 
influence types and number of facilities that are required to meet the community 
service needs of a given municipality. Fundamental to good facility planning is a 
thorough understanding of the pace and location of population growth as well as 
any progressive changes in the population’s makeup.  There are some changes in 
the population of Victoria and the capital regional District that have been projected 
over the next 25 years.  The most important influences are summarized below 

Demographic Profile of Local and 
Regional Marketplace
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Regional Demographics
 • Growth in the City of Victoria totaled about 5.3% between 2001 and 2006 and 

2.5% between 2006 and 2011 (the latest available census data) which is less 
than the growth experienced in the region during those same periods (5.6 and 
4.3% respectively). 

 • Annual Growth in the region ranged between 0.7 % in 2006 to 1.6% in 2009 
before slowing to 0.2 % in 2011 and 0.9 % in 2013, with projections for annual 
growth in the region to range between 1% through the early 2020’s and 
trending towards 0.5% by 2041 (25 years from now) 

 • Changes to the regional population’s age composition, as with other regions 
(and Canada as a whole) are projected to show the greatest relative growth in 
the older age groups over the next 25 years: 75-84 year olds at 117% increase, 
over 85 year olds at 109% increase and 65-74 year olds at 36% increase. At 
the other end of the age spectrum, the 25-34 group is projected to grow by only 
one percent, the 15 - 24 group is projected to grow by only four percent, and 
the under-15 segment by 26 percent. Below-average growth is also projected 
for the 55 to 64 age group due to the aging of the baby boomers out of this age 
range and into the 65-plus cohorts in the coming decades

 • While the proportion of the population between 4 and 19 has decreased over 
the past ten years, the absolute number of children and youth in this age group 
in the region will still climb in the future from approximately 48500 projected for 
2016 to approximately 56500 in 25 years. This is important, as many expensive 
facilities like libraries and swimming pools receive proportionately higher use 
from school aged children and their families. 

 • The proportion of the population over the age of 50 has been climbing and will 
continue to climb quite dramatically from an estimated 155,100 in 2016 to just 
under 220,000 in 2041. Given that the needs of older adults are somewhat 
different than those of other age groups, the “graying” of the region’s population 
represents an important facility planning consideration.

Neighbourhood Demographics
 • The immediate Neighbourhood (North Park) has seen varying degrees of 

growth between 1991 and 2011, averaging out at just under 1% annual growth. 

 • 7% of the population in this neighbourhood are under 15 years of age (2011), 
which compares lower to the region (approximately 13% aged 15 and under in 
2011)

 • 13% of the population is over 65 years of age, which is also lower than the 
percentage of 65 and older in the region (just under 18% in 2011)
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 • North Park is a walkable, centrally located neighbourhood: At 33%, North Park 
has the third highest percentage (after Downtown (41%) and Harris Green 
(48%)) of the population commuting to work on foot. With 62% it has the 
second highest percentage of population over 15 commuting by transit, bike or 
foot, exceeded only by Harris Green (63%) and exceeding downtown (57%), 
and well above the Victoria average of 48%. These percentages correlate with 
its central location and the neighbourhood providing the third largest percentage 
(86.6%) of its housing stock in apartments, after only Downtown (100%) and 
Harris Green (99.6). It has the highest percentage of rental tenure (77%), well 
above the city average of 59%.

 • Of all neighbourhoods in Victoria, it has one of the lowest percentages of 
population above 15 years old holding a post-secondary certificate, diploma or 
degree (55%) and the highest percentage of lone-parent family structures at 
28% compared to the city average of 19%. 
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The Existing Facility
The existing facility is located on the corner of Central Park.  All patrons coming to 
the front entrance must proceed downward one half a storey below grade to effect 
entry and control. Then they either proceed further down one level to the basement 
dry floor activity spaces or back up one half a level to the change rooms which are 
located at grade on the deck level.  Alternatively, they can proceed up one and one 
half levels to the top of the seating area where there is an aerobics room, a weight 
room, and several areas of fitness equipment around the perimeter which are part of 
the pool enclosure.

Amenities in the building include:
 • A main tank which is 50M long and has variable width, with the shallow portion 

about 20 meters wide and the deepest 20 meters is 25 meters wide. That 
allows for about 90% of the water surface to be configured as an 8 lane 50M 
pool, or the deepest 20 meters (about 40% of the water surface area) to be 
configured as an 8 lane 25M pool with the other 60% of shallow water used for 
other purposes;

 • Seating for about 400 spectators, but not all can see the entire 8 lane 50M 
tank;

 • Two separate shallow water tots pools typically with warmer water, with their 
deck level about 1M below the deck of the main tank;

 • A steam room;
 • A sauna;
 • A whirlpool area;
 • A water slide;
 • An aerobics studio on the upper level;
 • A weight room on the upper level;
 • Several areas of the upper level have fitness equipment or boxing equipment or 

floor exercise area for individual fitness training, spinning and stretching;
 • Another fitness area on a lower level below the entry foyer;
 • A child minding area;
 • A lower level dance studio

In addition, the facility has a wide range of support spaces necessary to operate, 
manage and control uses and users of the complex.

The Crystal Pool and Fitness Centre has about 8640 square feet of water surface 
area less than 5 feet deep, and 5000 square feet of water surface area more than 
5 feet deep. The total capacity of the existing facility is about 686,000 swim visits 
per year as calculated in Figure Four. In other words, if there were unlimited demand 
for aquatic service during each of the facility’s 6240 hours of availability, it could 
only accommodate about 686,000 swim visits during those hours in a mixed use 
programming schedule attempting to serve all seven categories of aquatic service 
before the aquatic experience would degrade to the point of failure.
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Diagramatic Isometric Representation One 
Conceptual Illustration of Existing Facility Layout, Program Areas and Challenging Grade Changes Impeding Accessibility   

Lower Level Isometric

Upper Level Isometric



Figure Four
Calculated Annual Operating Capacity of Crystal Pool and Fitness Centre to Accomodate Swims

Tank
Area of Water 
less than 5 feet 
deep in sq. ft

Capacity of 
Shallow Water

Area of Water 
More than 5 feet 
deep in sq.ft

Capacity of 
Deep Water Total Capacity

Main Tank 6640 431,600 5000 125,000 556,600

Leisure Tank 2000 130,000 0 0 130,000

Total 8640  561,600 5000 125,000 686,600

Figure Five 
Breakdown of Indoor Swims in 2015 by Pool and by Category

Three Modes of Operation

Categories of Aquatic 
Service Drop-In Program Rental

Total Estimated 
Annual Swims in 
2015

Percentage of 
Swims by Category

Recreational Swimming 30, 000 2, 500 32, 500 11%

Fitness Swimming 66, 500 37, 750 6, 750 111, 000 37%

Skill Development 0 37, 400 4, 200 41, 600 14%

Sport Training 25, 000 67, 500 92, 500 31%

Competitions 0 0 0 0 0%

Therapy and 
Rehabilitation

15, 000 0 1, 700 16, 700 6%

Leadeship Training 0 300 1, 700 2, 000 1%

Totals 136, 500 75, 450 84, 350 296, 300 100%

CRYSTAL POOL AND FITNESS CENTRE - FEASIBILITY STUDY 22

The facility also has the capacity to accommodate dry floor uses, with current 
configuration and programming featuring fitness uses and child care quite 
prominently and includes other activities such as meetings and dry floor 
programming.  The total capacity for such use is more difficult to measure, but 
is likely in the range of about 150,000 to 200,000 visits per year in a mixed use 
programming format with availability of about 6900 hours per year. That is about 25 
visits per hour to various fitness stations within the building.

USAGE

The existing facility enjoys about 400,000 visits each year.  About 70% of those 
visits are swim visits (i.e. the visitor puts on a swim suit and enters the pool deck 
area), a further 25% are dry land fitness related uses (i.e. a user drops into one of 
the six fitness zones in the facility to use fitness related equipment, or joins a dry 
land fitness class of some kind) and the remaining 5% are either spectators or use 
the dry floor areas for a non-fitness reason (usually a meeting, child care or social 
event).
A summary of the swim visits is provided in Figure Five.
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A review of those swim visits shows the following points of analysis.
• Total swim visits to the Crystal Pool and Fitness Centre have been relatively stable 
over the past five years, with some categories increasing while other categories 
have been decreasing.  Although there is clearly excess capacity in the pool 
during many of its opening hours, especially during weekday afternoons and most 
50M lane swim times, total usage has not increased over the recent past to any 
significant extent.

• The largest category of swim visits is for fitness related motives. These include 
both registered water based fitness classes, and lane swimming in the drop in 
category. This is slightly larger than typical 50M pools in the province.

• The second largest category of swim visits is sport training. The facility is home 
base to several adult oriented competition swim clubs and triathlon clubs, two 
winter age class swim clubs and one summer swim club.  These groups report more 
demand than can easily be met in the facility as it tries to serve a broad range of 
aquatic service needs. There is currently more demand than supply of rental swim 
lanes for swim clubs.

• The third largest category of swim visits is for skill level instruction (mostly swim 
lessons) and the vast majority of these is by youth.  Although high, it is lower than 
the consultants expected.  Typically, long course pools have higher percentage of 
swim lesson uses and lower sport training and fitness uses.

• The fourth largest category of swim visits is for recreational purposes; just having 
fun.  While this is often the largest of the categories in public pools, it is usually 
somewhat lower in long course pools which typically lean toward sport training and 
fitness swimming more than multiservice modern municipal pools. The consultants 
assume that there is a larger market for this category than is being met in the 
current facility, which does not have the leisure amenities of most modern pools like 
the Commonwealth Games Pool. 

• The fifth most significant category of swim visit is therapy and rehabilitation.  This 
is quite typical of public pools in BC, although it is one of the fastest growing areas 
of aquatic service.

• Leadership training makes up only 1% of all swim visits. This is quite typical of all 
public pools in BC.

• The facility is atypical among 50 Meter public pools in BC in that most of the 16 
long course pools in BC are justified on the basis of hosting long course swim 
meets. Although the facility has, in the past, hosted swim meets, and was originally 
designed to accommodate them, no formal swim meets of any scale have been 
hosted in recent past. Therefore, such areas as the bleacher seating, which was 
originally planned for spectator seating is vastly underutilized at present. Saanich 
Commonwealth Place is a much better competition facility than the Crystal Pool 
and indeed is one of the best facilities in the country for hosting major swim 
competitions.  So, there is little need in the short term future for a second facility in 
the region capable of hosting major swim meets.



Figure Six
Current Use in Relation to Capacity

Size and Configuration 
of Main Tanks A main eight lane 50m tank with wider (25m wide) shallow end, and modest leisure tank

Capacity for use in 
annual swims

686, 000

2015  use in annual swims 296, 300

Proportion of capacity utilized 43%
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A review of the non-swim visits shows the following characteristics.
• Use of the scattered fitness spaces throughout the facility is reasonably strong 
and stable, in spite of recurring complaints about poor quality of space.  It is 
estimated that the facility enjoys about 100,000 dry floor fitness visits each year to 
its five disparate fitness areas. These happen both in individual drop in mode and in 
group classes.
• The remaining dry floor uses are comprised of a wide variety of programs and 
services that include child care, social events, birthday parties, summer camp uses, 
and meetings.  They likely make up another 5,000 visits each year.
Most indoor pools in Canada are used to much less than full capacity, as full 
capacity represents more demand than available supply at all hours of the day.  The 
CPFC is also used to less to full capacity.  However, many users might not agree.  
When they use the pool, at peak demand times, they see the facility well used.  
Also, when the facility is used to a small percent of capacity, users get a very high 
level of service, and often come to see the that level as optimum use of the space.  
For example, while a swim club that only rents the number of lane hours that is 
absolutely needs, might put as many as 10 children or six adults into a 25 meter 
lane for swim training purposes, adult lane swimmers might get used to only two 
users per lane and enjoy that as an ideal level of use that they adopt in their minds 
as “full use”.

Figure Six summarizes existing use in relation to capacity for use in terms of 
aquatic related visits.

More intensive analysis of use in relation in capacity shows that the small toddlers 
pool at the east end of the main tank is the least utilized of all spaces in the 
building.  Although designed for leisure and fun, and used occasionally for that 
purpose, it cannot compete with the so called leisure tanks in facilities like Saanich 
Commonwealth Pool, Gordon Head Recreation Centre or Esquimalt Recreation 
Centre.
The consultants were not in a position to undertake a thorough comparison with all 
the other indoor pool and fitness centres in the region.  However, it is worth noting 
that the Saanich Commonwealth Place has roughly twice as much capacity as the 
CPFC but generates about three times the use and revenue in its aquatics and 
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fitness spaces, and the Oak Bay Recreation Centre has much less capacity in its 
pool but generates more than twice the use and revenue in its aquatics and fitness 
spaces than the CPFC.

OPERATING COSTS AND REVENUES

Actual operating revenues and expenditures have been collected for the CPFC for 
each of the years 2012 to 2015, and these have been combined with the budgeted 
figures for 2016 to create Figure Seven.  At the end of this figure is a calculation of 
net subsidy per swim visit. This calculation assumes that the pool is core space in 
the facility (i.e. that is what it was originally designed for) and the dry land services 
add incremental costs and revenues that generally balance out.  In other words, all 
the fixed costs of the facility are associated with the aquatics side of the operation 
and all the dry floor services (e.g. fitness and child care and meetings) add 
incrementally to that core expenditure and bring revenues with them that generally 
equal those incremental expenditures. In other words, all the operating deficit for 
the facility is associated with the swim visits. 

It is important to note that there are also many other services that are offered from 
the base of Crystal Pool and Fitness Centre. These include such things as Arena 
Services, Child and Youth Programming, and Outdoor Recreation.  These services 
have an associated annual operating cost (in addition to the expenses in Figure 
Seven) in the order of $1.3 million and generate separate revenue in the order of 
$400,000 per year.  In a few cases, there are costs and revenues in these areas 
that directly impact the operation of Crystal Pool and Fitness Centre where the 
staff who provide these services are based.  However, they have not been included 
in Figure Seven which attempts to isolate the core operating costs and revenues 



Figure Seven
Summary of Operating Costs and Revenues for Crystal Pool and Fitness Centre 2012-2016

2012 
Actual

2013 
Actual

2014
Actual

2015
Actual

2016 
Budget

% Increase - 
decrease 
over 5 Years

Revenues 

Drop in Use 517, 709 539, 596 571, 056 581, 271 571, 660 10%
Program Registration 197, 684 186, 010 235, 288 275, 332 264, 219 34%

Rental Revenue 121, 016 128, 168 153, 851 131, 653 131, 330 8%

Other User Revenue 75, 111 64, 165 71, 713 71, 142 62, 000 -17%

Other Revenue 893 1, 409 37 2, 486 0

Total Revenue $912,413 $919,348 $1,031,945 $1,061,884 $1,029,179 13%

Expenditures

Administration and Fixed Costs 657,  316 630, 362 699, 282 733, 723 727, 571 11%

Program and Service Delivery 685, 504 636, 000 738, 159 754, 975 808, 546 18%

Utilities 243, 254 283, 173 289, 543 191, 772 234, 465 -4%

Building Operations and 
Maintenance

566, 576 543, 627 595, 279 651, 599 608, 587 7%

Repairs and Lifecycle 
Maintenance

32, 140 100, 000

Total Expenditure $2, 152, 650 $2, 093, 162 $2,322, 263 $2, 364, 209 $2, 479, 169 15%

Net Public Operating Subsidy $1, 240, 237 $1, 173, 814 $1, 290, 325 $1, 449, 990 $1, 449, 990 17%

Recovery Rate 42% 44% 45% 45% 42% 0%

Total Visits 295, 000 295, 000 295, 000 296, 000 296, 300 0%

Net Subsidy per Visit $4.20 $3.98 $4.37 $4.40 $4.89 17%

Total Residents 82, 250 82, 650 83, 975 83, 450 84, 800 3%

Net Subsidy per Resident $15.08 $14.20 $15.37 $15.61 $17.10 13%
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associated with the direct uses of the facility itself. This allows the consultants 
to compare the operation of the facility with other similarly configured pools and 
fitness centres.

As Figure Seven shows:
• Every time someone changes into a bathing suit at the CPFC, Victoria taxpayers 
currently pay out, on average, about $4.90 in operating subsidy.  This is quite typical 
of indoor pools in BC, although there is a great deal of variance in the province and 
this is likely better than the average. 

• The facility costs about $397 per hour to operate in its current format.  
Corresponding revenue equals about $165 per hour.

• If the average revenue per use is about $3.47, the average revenue per hour 
equates to about 47 visits per hour, which is comparable to the total uses of 
296,300 divided by the number of operating hours which is 6240.

• When the column totals in Figure Five are compared to the revenue totals in 
Figure Six, it becomes clear that the most lucrative mode of operation is the drop 
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in swimming (average revenue per swim of $4.25, while the least lucrative mode of 
use is the rentals to clubs (average revenue per swim of $1.56).

• Because the high proportion of users that purchase annual passes, and the 
high proportion of those that are intensive users, the most intensive users are 
contributing very little revenue per use.  These pass holders and the members of the 
organized swim clubs are getting the best rates per use of all users. 

EXISTING CONDITION

The existing building is over forty five years old and requires upgrades to several 
building elements and systems. These have been documented in studies 
commissioned over the last few years, for which reports were provided to the team 
for this study. An immediate need to invest approximately $315,000 for critical 
repairs was identified and these repairs have since been completed. An investment 
of approximately $13 million (in 2016 dollars) to extend the facility life for 15 years 
was also identified including the specific items below. 

 Life Cycle Upgrades: $13,000,000 (Refer to Appendix E for Additional Detail)
• Replace roof domes and dome assemblies 
• Replace pool finish and repair rim flow gutter system 
• HVAC system upgrade/replacement 
• Filter/Mechanical upgrades 
• Seismic retrofit
• Sprinkler upgrades• Electrical upgrades
• Reconfiguration of pool drainage to sewer from storm
• Civil upgrades

In addition to the above maintenance and life cycle upgrades, several programmatic 
and functional issues exist within the facility. The existing configuration of the facility 
over several split levels does not allow seamless access for persons with disabilities 
and compliance with the building code is achieved through the use of wheelchair 
lifts at each stair. 

Within the building, programs such as the fitness area have been accommodated 
in spaces that are not well suited for the use. The fitness areas are dispersed, too 
small for the equipment within them and not separated from the pool environment. 
Most of the change room area is dedicated to gender specific facilities, which is not 
in keeping with the current trend towards increasing universal change facilities. The 
public entry, lobby and administration area are small and there is limited opportunity 
for food and beverage or retail facilities. Additionally, the general condition of the 
interior spaces is dated and in urgent need of refurbishment.
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Input from User Groups and the
General Public

Input from Current User Groups 
and Users

During the initial phase of this study, the consultants and the City of Victoria staff 
spent a great deal of time and energy soliciting input from the City and Regional 
residents about their needs for an indoor aquatic and fitness facility in Victoria. 
Much of the rich detail is provided in Appendicies B, C and D.  However, the input 
was quite consistent and can be synthesized according to several themes which 
emerged and are paraphrased in the bullets below.

Input from the stakeholder interviews (Appendix B), staff interviews (Appendix 
B), Public Focus Groups (Appendix B) and the Sounding Board at Crystal Pool 
and Fitness Centre (Appendix C) comprised input from current users and those 
very involved with the existing facility.  The most important themes from these two 
exercises are summarized below.

• We really want to keep the 50M pool tank option, because many of us like to swim 
and train at 50 meters and we also want to retain all the water surface area so that 
multiple uses can co-exist at the same time.  We like the configuration of the main 
tank now which allows both short and long course swim options at different times 
of the day.

• We really like the ambiance of the existing pool.  It feels friendly and usable and 
has character.  We like it the way it is.

• We are very concerned that during a renovation project we will be without a pool 
to use.  While any significant period of construction may be tolerable if we know we 
will get a much better pool, the length of that period is very critical to us.

• We really like the existing staff, who the very diverse set of users feel welcome.  
They treat us more like neighbours and friends than customers.

• We are quite concerned that if the pool is replaced, we won’t wind up with a 50M 
tank, and, for that reason, we don’t support the option of replacing what we have.  
Fix it instead.

• We are very concerned that the quality of the fitness areas are mostly substandard.  
The weight room is undersized. The areas around the top level with equipment are 
exposed to the pool environment which is not good for it, and is too hot and has too 
high humidity to be good for users.  That needs to be fixed. In fact, the entire facility 
can do a better job of focusing on the health and wellness of patrons.
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Input from the Broader Group of 
Residents of the City and Region
Comments made during community events on popup boards (Appendix B) and 
the online public survey (Appendix D) comprise the input from the residents of 
the City and the surrounding region, and is more general in nature, including many 
comments from current facility users, comments from those who use other pools, 
and those that aren’t pool users at all.  The themes that emerged from these two 
processes are summarized below.

• We really believe that a 50M pool is needed in Victoria.

• It should be the existing pool renovated and not a new facility.

• It needs to cater more to families, recreational uses, health and wellness, and the 
broadest possible range of community residents, from those with disabilities to elite 
athletes.  

• It should have more than just a pool.  It needs to be more of a Community Centre, 
with a variety of dry floor fitness spaces, some food and beverage services.
While the public survey included responses from non-City residents (21%), the 
majority of the input was from City residents.

• The facility has to have family change rooms which can be used by a range 
of citizens that currently have barriers using the female only and male only 
changerooms.
• We are also quite concerned that the complex is not very accessible for users with 
frailties, or disabilities.  The entire building could use some work to make all spaces 
more accessible.
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Future Needs

Based on all previous sections of this report, the consultants prepared an analysis 
of what is needed currently and in the foreseeable future, and what impact that 
would have on the region.

Aquatic Needs
The consultants have concluded that:

• A 50M tank is needed.  With the current supply of two 50M pools in the region, it 
is better served than the typical urban centres in the province.  However, if only one 
existed, it would be substandard in terms of service levels.  Also, the region has a 
higher number of competitive swimmers and triathletes per capita than most urban 
centres in western Canada, and they need a long course training environment.

• However, unlike most 50M pools in Canada, there is very little need for long 
course competitions in the Crystal Pool.  Saanich Commonwealth Place is one of 
the best competition facilities in the country, and it would not be prudent to invest 
in a second facility in the region that would compete with it.  Dividing competitions 
amoung more than one facility in a region is not cost effective and cannot be 
justified.  Crystal Pool needs a 50M training tank but does not have to invest the 
additional millions of dollars required to make it a facility that will attract some 
competitions away from the Saanich Commonwealth Place.

• The current facility has use which is atypical of most public indoor pools.  Aquatic 
use of Crystal Pool and Fitness Centre is characterized by quite intensive use (i.e. 
three or more times per week) by a few thousand very loyal patrons in the sports 
training or fitness swimming categories, whereas most indoor pools in Canada are 
used by a wider cross section of users, each using the facility less frequently.  The 
existing facility has an atypically low proportion of recreational swimming, which 
tends to broaden and expand the number of individuals using the facility, but less 
frequently than sport and fitness users.  

• Although the current facility is not used to full capacity, there is more demand 
than can easily be accommodated during prime time use periods, and these tend 
to be dominated by sport training, fitness swimming and swim instruction uses.  
In fact there is more demand for fitness swimming, swim club training and swim 
instruction than can easily be accommodated in the current operating format with 
demand during peak periods exceeding supply and capacity during off peak periods 
exceeding demand.

• There is also a great deal of excess demand for recreational swimming, although 
it is not demand articulated by organized user groups, and therefore, has not been 
easily documented in the past.  In fact, strong demand for use by organized user 
groups has caused shifts in the operating format over the past decade to increase 
supply of lane hours for fitness swimming and sport training at the expense of 
recreational swimming periods.  Generally, this has been appropriate, as recreational 



Figure Eight
Breakdown of Current Need for Aquatic Services in Victoria in 2016

Three Modes of Operation

Categories of Aquatic 
Service Drop-In Program Rental

Total Estimated 
Need for Annual 
Swims in 2015

As Compared 
to Total Swims 
experienced in 
2015

Recreational Swimming 70, 000 5, 000 75, 000 32, 500

Fitness Swimming 70, 000 40, 000 10, 000 120, 000 111, 000
Skill Development 0 40, 000 5, 000 45, 000 41, 600

Sport Training 25, 000 0 75, 000 100, 000 92, 500

Competitions 0 0 0 0 0

Therapy and 
Rehabilitation

15, 000 3, 000 2, 000 20, 000 16, 700

Leadeship Training 0 300 1, 700 2, 000 2000

Totals 180, 000 83, 300 98, 700 362, 000 296, 300
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uses have been low; not because of lack of demand, but because the pool tank 
at the Crystal Pool and Fitness Centre is much less appropriate and attractive 
for recreational swimming and much more appropriate for sport training and 
fitness swimming.  The consultants are convinced that if the appropriate type of 
recreational swimming experience were provided, there is latent demand in the local 
marketplace for a great deal more recreational swimming. The consultants have 
never observed a rate of recreational swimming in an urban centre as low as that 
experienced at the Crystal Pool and Fitness Centre.,

• Recreational swimming is a very important category of aquatic service, as it helps 
to get those individuals and families that are inactive active and therefore more 
healthy.

The consultants believe that the total need for indoor swims in the City of Victoria 
market is currently about 22% more than what is currently being accommodated 
at the Crystal Pool and Fitness Centre.  An increase of this percentage would 
take the total annual swims to 362,000, which is about 4.3 swims per capita.  In 
the consultants’ experience, almost all urban centres in Canada have swim rates 
between 4 and 8 swims per capita, and the actual rate experienced in each centre 
depends largely on the supply of indoor pools.  In communities which have indoor 
pools which cater to all seven categories of aquatic service in the appropriate 
amounts, the rate is closer to the top end of this range.  In communities where 
the pools cater to only a subset of the seven categories, the rate is closer to the 
lower end of the range.  At present, Victoria realizes only about 3.5 swims per 
capita, which is clearly below this range, and yet it has higher rates of swimming in 
the sport training and fitness swimming categories than most comparable urban 
centres. The difference is in the very low rate of recreational swimming in Victoria.
The current need is detailed in Figure Eight.



The existing facility cannot accommodate the increase in 66,000 swims.  In fact, it 
cannot accomodate much more than the 296,300 swims realized in 2015.   Without 
significant retrofit and/or expansion, the facility will continue to operate at the 
current level, until one or more of its systems cause a failure and the building has to 
be shut down for an extended period.

Over time, the consultants believe that the need for aquatic services will grow in 
Victoria along with growth in the population, trends in the marketplace, and changes 
in the demographic makeup in the local area.  Figure Nine summarizes provincial 
trends in aquatic services and compares them with trends experienced at the 
Crystal Pool and Fitness Centre.

Based on the rate of growth, the changes to population demographics, and the 
trends currently being experienced, the likely longer term need for aquatic services 
is projected in Figure Ten.

Figure Nine
Trends in Aquatic Services by Category of Service in BC

Category of Aquatic Service General Trend in BC Trend at Crystal Pool and Fitness Centre

Recreational Swimming Stable Stable

Skill Development Stable Stable

Fitness Swimming Increasing Stable

Sport Training Stable or Declining Slight Growth

Competitions Stable None

Therapy and Rehabilitation Increasing Increasing

Leadership Training Stable Stable

Figure Ten
Breakdown of Projected Need for Aquatic Services CPFC in 2015

Three Modes of Operation

Categories of Aquatic 
Service Drop-In Program Rental

Total Estimated 
Need for Annual 
Swims in 2025

Percentage of 
Total

Recreational Swimming 80, 000 5, 000 85, 000 21%

Fitness Swimming 80, 000 40, 000 10, 000 130, 000 32%
Skill Development 0 50, 000 5, 000 55, 000 13%

Sport Training 25, 000 0 80, 000 105, 000 26%

Competitions 0 0 0 0 0

Therapy and 
Rehabilitation

20, 000 8, 000 2, 000 30, 000 7%

Leadeship Training 0 3, 000 2, 000 5, 000 1%

Totals 205, 000 101, 000 104, 000 410, 000 100% 
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Dry Floor Needs
The consultants have concluded that:

• There is a need to very significantly increase the quality of existing spaces that 
are being used for all forms of fitness space. This includes spaces which are used 
for floor exercises as well as spaces which have fixed equipment.  This primarily 
requires isolating the spaces so that air quality can be better managed and noise 
can be mitigated.

• There is also a small need for increased amount of fitness space, but this can 
be accommodated through the addition of multipurpose space.  The public fitness 
market is quite dynamic at present, with many cities noticing a decline in use of 
fitness spaces over the past year or two. So, the most prudent approach will be 
to increase the quality but not to add any significant amount of dedicated fitness 
space, on the assumption that some additional fitness services can be provided in 
multipurpose spaces if demand supports it..

• There is also a need for increased quality and quantity of multipurpose space. 
While it is more difficult to quantify exactly how much, and generally one can take 
the approach that “more is better”, it is likely possible to add about x sq. ft. of 
additional multipurpose space on the existing footprint, and that amount of added 
space will go a long way in terms of meeting any outstanding needs.

Figure Eleven
Dry Floor Improvement Needs

Type of Dry Floor Space Currently provided Recommended Improvement

Fitness - Weight and Cardio 675 m2
Interspersed through 
facility, partially located in 
pool environment

Minor Area Increasement
Improve Quality / Environmental 
Conditions

Childminding Room 55 m2 Improved space, minor increase in area

Multi-Purpose - Dance Room One 50 m2 MP-room (in 
basement)

Additional MP-rooms are highly 
recommended:
Good configuration would include various 
sizes: small (140 m2), medium (180m2) 
and large (230m2), flexible and adjacent 
spaces. These will support various program 
offerings.
If possible, inclusion of ground-oriented 
MP-room with separate entrance and 
outdoor space offers additional flexibility 
(i.e. expanded child-minding / daycare 
partnership)

Birthday Room N/A recommended MP-Room provide this 
feature
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Optional Responses for Future 
Need

Three options have been assessed as potential response s to the identified needs: 
two renovation options and one new build option. Both renovation options include 
remediation of deferred maintenance and known current issues described below 
as minimally required technical building upgrades. More detail on these technical 
upgrades can be found in Appendix E.

Option 1 focusses on rejuvenating the current facility without expanding the 
facility or service and program offerings. 

Option 2 not only remediates the known issues and rejuvenates the current 
program spaces, it also expands the facility and program offerings in order to 
capture latent needs and increase the user base. 

Option 3 compares the benefits of offering the same program areas and services 
as option 2 in a newly constructed facility on a nearby site instead of retrofitting 
the existing building. 

We have not considered doing nothing as a viable option. Similarly, we have not 
included completing only the technically required upgrades without addressing 
accessibility and life-safety concerns at the same time as a viable option worth 
considering. 

Introduction
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RENOVATED 
BUILDING

RENOVATED 
BUILDING

EXPANSIONS

EXPANSION

NEW 
FACILITY

PARK REINSTATED 
OVER EXISTING 

BUILDING

Option 1 Diagram  

Option 2 Diagram  

Option 3 Diagram  
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Option 1 - Retrofit and 
Rejuvenate What Exists
Description and Illustration - Option 1
This option includes renovation within the existing building, expansion over the 
existing bleachers and a minor expansion to the building’s extents. Access for 
persons with disabilities has been enhanced to meet current code requirements, 
with the addition of a ramp to the universal change rooms, an elevator to level 2 and 
a wheelchair lift to the leisure pool. The existing pool tanks, hot tub, steam room and 
sauna are retained and renovated in their current configuration. Change rooms have 
been reconfigured to include a large universal change room north of the pool tanks, 
while gender specific change rooms are located to the south of the pool tanks. 
Fitness areas have been expanded over some of the existing bleachers and have 
been environmentally separated from the pool environment. Upper level circulation, 
however, remains within the pool environment. Additionally, administration areas will 
continue to be in dispersed locations due to the constraints within the lobby, though 
modifications have been made to the extents of the lobby and the flow of users 
through it.

This option includes all the life cycle upgrades required for the facility including 
replacement of the roof domes, replacement of the pool finish and gutters, 
upgrades to the mechanical systems, upgrades to electrical systems, upgrades to 
the pool filters and mechanical systems, seismic upgrade to the building, sprinkler 
upgrades, reconfiguration of pool drainage and civil upgrades.

Benefits and Challenges - Option 1
This option rejuvenates the existing facility and fixes major deficiencies while 
limiting the capital investment required. Refurbishment of many critical building 
elements and systems is anticipated to add approximately 30 years to the useful life 
of the building, for a lower cost when compared to option 2. 

While this option rejuvenates the existing facility and addresses major issues, it 
does not add any new program to the facility and thus does not include major new 
opportunities for revenue generation. Leisure pool facilities are also not expanded 
and thus an anticipated opportunity for increased swims is not implemented. The 
existing sequence of movement through the building, over several split levels, is not 
modified to a simpler system. Due to the constraints offered by the existing building, 
programs such as fitness and administration continue to be dispersed and need to 
be accommodated within spaces having restricted dimensions. 

Working within an existing building carries a higher level of risk through the 
construction process, arising from the interface of new and existing construction 
and the possibility of unknown conditions within the existing building. Additionally, 
renovation of the existing facility will require a service interruption during 
construction and it is anticipated to take approximately one year after reopening for 
use to return to predicted levels.
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Diagrammatic Isometric Representation Two  - Option 1 Rejuvenated Crystal Pool and Fitness Centre
Conceptual Illustration of Option 1 Layout, Program Areas and Features  

Lower Level Isometric

Upper Level Isometric
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Operating Costs and Revenue Impact - 
Option 1

There would be very modest changes to the total operating costs and operating 
revenues which would result from implementing Option 1.  And, what changes 
would result, would be modestly positive.  There would no longer be a need for 
significant capital repairs and replacements, but this is not really an operating 
budget issue. And, there would no longer be the significant risk of having to close 
due to failure of one or more of the building’s systems.  But that also is not an 
operating budget issue.

It is most likely that:
• There would be modest increases in revenue due to a slight increase in total 

usage of the facility due to a higher quality experience of use. That increase 
would most likely be in the order of 3% to 10%.

• There would be very modest reductions in total annual operating costs due to 
improved and modernized building systems.

• In combination, the two above shifts could result in a net reduced operating 
deficit in the order of $50,000 to $150,000 per year, or up to 10%.

• With increased total visits and reduced operating deficit, the net public subsidy 
per swim would be significantly reduced, likely in the order of 10% to 15%.

Figure Twelve
Option 1 Analysis

Benefits Challenges

Lowest capital investment required. No major new amenities or opportunities 
for new revenue generation.

Reduced operating deficit up to 10% per 
year

Leisure pools are not expanded.

Increased usage 3-10% Existing building configuration over several 
split levels is not simplified.

reduction in per-visit net public subsidy of 
10-15%

Fitness and administration remain 
dispersed through the building.

Interior spaces refurbished and useful life 
extended by 20-30 years for a lower cost 
than Option 2.

Higher level of risk due to existing 
conditions.

Service interruption during renovation 
10-16 months
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Capital Costs - Option 1

ESTIMATED CONSTRUCTION COSTS
The Order of Magnitude Estimate has been developed by Advicas Group 
Consultants Inc. in current (August, 2016) dollars. The estimated capital 
construction costs and associated soft costs of the proposed options are as follows:

Critical Remediation (Stantec 2015 study)   $13,609,000
Interior Renovation      $5,030,000 
Building Expansion      $363,000 
New Construction      N/A  
Soft Costs      $5,498,000 

TOTAL CAPITAL CONSTRUCTION COST   $24,500,000  
  

ESTIMATED PROJECT COSTS
For planning purposes, The City of Victoria, in consultation with Advicas has 
developed total project cost estimates by adding ontingencies and making 
allowance for escalation assuming mid-2018 start-date.

Cost escalation assuming mid-2018 start date $6.0 Mio
Construction Contingency (30% for Options 1 and 2; 
20% for Option 3)

$5.7 Mio

Project Contingency $3.6 Mio

Total Project Cost $39.8 Mio
Net Present Value* $60.9 Mio

   
*Note: Options 1 and 2 would extend the life of the facility by approximately 30 
years, at which time a replacement is likely to be required. The net present value 
calculation adds the discounted value of that future capital outlay to provide a 
comparative in current day dollars.
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Option 2 - Retrofit What Exists 
& Expand Facility and Program

This option includes renovation within the existing building, expansion over the 
existing bleachers and the construction of an expansion to the building that 
accommodates larger fitness areas, multipurpose rooms and a reconfigured leisure 
pool area. The combination of the above measures increases the size of the facility 
by approximately 1,800m2. The level of the main lobby has been raised to match 
the pool deck, to allow seamless access from the street and remove impediments 
for persons with disabilities. While the main pool tank is retained and renovated, 
the leisure pool has been expanded, enhanced with new features and combined 
with the slide and hot tub within an expanded pool enclosure. Change rooms have 
been reconfigured to include a large universal change room north of the pool tanks, 
while gender specific change rooms are located to the south of the pool tanks. The 
second level has been expanded over the change rooms to accommodate fitness 
and physiotherapy south of the pool tanks and multipurpose rooms north of the 
pool tanks. Additionally, the lobby has been expanded and reconfigured to include a 
consolidated administration area, ample public space and a multi-purpose room.

This option includes all the life cycle upgrades required for the facility including 
replacement of the roof domes, replacement of the pool finish and gutters, 
upgrades to the mechanical systems, upgrades to electrical systems, upgrades to 
the pool filters and mechanical systems, seismic upgrade to the building, sprinkler 
upgrades, reconfiguration of pool drainage and civil upgrades.

Description and Illustration - Option 2

Benefits and Challenges - Option 2
This option expands the services and amenities offered to the public within the 
facility and thus creates new opportunities for revenue generation.  The capital 
investment required for this option will be smaller than that required to build a 
brand new facility containing an equivalent program. Consolidation of programs 
such as the fitness areas and administration will improve user experience and 
increase efficiency. The expanded lobby allows improved access for the public 
and opportunities for enhanced food and beverage or retail services.  Additionally, 
raising the lobby level up to the street simplifies access and circulation within the 
facility and removes impediments for persons with disabilities.

The expanded facility would place a higher demand on the limited parking available 
on the site, without providing opportunities to expand this. Reuse of the existing 
facility will add less time to the useful life of the building as compared to the 
construction of a new facility and will include added risk through the construction 
process, arising from the interface of new and existing construction and possible 
unknown conditions within the existing building. Additionally, renovation of the 
existing facility will require a service interruption during construction, though the 
return to anticipated levels of use is anticipated to be quicker than option 1.
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Lower Level Isometric

Upper Level Isometric

Diagrammatic Isometric Representation Three  - Option 2 Renovated and Expanded Crystal Pool and Fitness Centre
Conceptual Illustration of Option 2 Layout, Program Areas and Features  
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Operating Costs and Revenue Impact - 
Option 2
By implementing all the improvements in Option 1, and adding the spaces identified 
in Option 2, the facility would meet a much wider range of uses; about half of them 
aquatic uses, and the other half being dry floor uses.  Total increased usage would 
likely be in the order of 35% initially and could grow into a higher range over time.  
That increase in use would translate to an increase in operating revenues in the 
order of 35% to 38% as visitors also used food and beverage services and possibly 
utilized more “value added services” like personal training and child care.  

The operating expenses would increase in the order of 25% to support the 
increased size of the facility.  The bulk of these additional costs would be to support 
the much larger leisure tank which would require separate lifeguarding.

The net result would be a reduction in the overall net operating deficit in the range 
of 10%.

With a net reduction of 10% in the total operating deficit and a net increase of 35% 
in usage, the net public subsidy per visit would be reduced very significantly, in the 
order of up to 50%.

Figure Thirteen
Option 2 Analysis

Benefits Challenges

New amenities and opportunities for new 
revenue generation.

Higher capital investment will be required 
for expanded amenities.

Reduced operating deficit up to10% per 
year

Higher level of risk due to existing 
conditions.

Increased usage ~ 35% Increased demand on limited parking 
facilities.

significant reduction in per-visit net public 
subsidy of up to 50%

Service interruption during renovation - 
16-20 months

Expanded amenities for a cost lower than 
the construction of a new facility of the 
same size.

Fitness and administration are consolideted.

Expanded lobby allows improved public 
access and opportunities for enhanced food 
and beverage services.

Split levels removed and movement through 
the facilitiy simplified.
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Capital Costs - Option 2

ESTIMATED CONSTRUCTION COSTS
The Order of Magnitude Estimate has been developed by Advicas Group 
Consultants Inc. in current (August, 2016) dollars. The estimated capital 
construction costs and associated soft costs of the proposed options are as follows:
        
Critical Remediation (Stantec 2015 study)   $13,807,000
Interior Renovation      $4,930,000
Building Expansion      $8,156,000
New Construction      N/A 
Soft Costs      $7,507,000 

TOTAL CAPITAL CONSTRUCTION COST   $34,400,000  
  

ESTIMATED PROJECT COSTS
For planning purposes, The City of Victoria, in consultation with Advicas has 
developed total project cost estimates by adding ontingencies and making 
allowance for escalation assuming mid-2018 start-date.

Cost escalation assuming mid-2018 start date $8.4 Mio
Construction Contingency (30% for Options 1 and 2; 
20% for Option 3)

$8.1 Mio

Project Contingency $5.0 Mio

Total Project Cost $55.9 Mio
Net Present Value* $77.0 Mio

   
*Note: Options 1 and 2 would extend the life of the facility by approximately 30 
years, at which time a replacement is likely to be required. The net present value 
calculation adds the discounted value of that future capital outlay to provide a 
comparative in current day dollars.



Newly constructed facilities can range significantly in program areas, amenities and 
costs. Recent comparable precedents of new facilities with 50 meter pool tanks in 
BC include:

 - Grandview, Surrey (95,000sf, $43M)
 - Guildford, Surrey (112,000sf, $30M)
 - Minoru, Richmond (102,000sf, $53M)
 - UBC Aquatic ($38.5M)
 - Edmonds, Burnaby (95,000 sf, $32M)
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Option 3 
New Construction of Expanded 
Program

This option includes the construction of a new recreation center to the south 
of the existing building and the demolition of the existing facility. The proposed 
configuration for this new facility includes a large glazed pool enclosure containing 
a 25 meter by 50 meter main pool tank and expanded leisure pool facilities. This 
volume is adjacent to a two story building that contains all other programs for the 
facility. The areas required for different programs have been configured to be similar 
to option 2, to allow direct comparison of between renovation and new construction 
for an equivalent facility.

Description and Illustration - Option 3
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Lower Level Isometric

Upper Level Isometric

Diagrammatic Isometric Representation Four  - Option 3 - New Facility on a Nearby Site
Conceptual Illustration of Option 3 Layout, Program Areas and Features  
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Benefits and Challenges - Option 3

This strategy would allow a continuously operational facility for the public through 
the construction process and avoid the issues presented by service interruption. A 
new facility also permits the flexibility to optimize the configuration of programs and 
spaces to best meet user needs, without the constraints that come with working 
within an existing building. Opportunities may also exist to provide additional parking 
within the new building to accommodate the increase in users. The construction 
of a new facility also involves less risk through the construction process when 
compared to renovating or expanding an existing building.

A new facility will however require a higher level of capital investment when 
compared to the renovation and expansion of a similar sized facility

Operating Costs and Revenue Impact - 
Option 3
If we include the same spaces as those identified in Option 2, the user experience 
would be very similar to that of Option 2, and the total operating costs and revenues 
would be very similar to Option 2.  While it is possible that there could be some 
very modest increase in operating efficiency due to more enhanced design, the 
consultants do not believe that it would be significant, nor would it be prudent to rely 
on it for decision making.

Figure Fourteen
Option 3 Analysis

Benefits Challenges

No service interruption during construction. Highest level of capital investment 
required.

Flexibility to configure the facility without the 
constraints of an existing building.

Higher risk of scope creep

New Amenities and opportunities for 
partnerships and new revenue generation

Universal Accessibility

Reduced operating deficit up to10% per 
year

Increased usage ~ 35% 

significant reduction in per-visit net public 
subsidy of up to 50%
Lower level of risk through the construction 
process.
Opportunities for added parking.
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Capital Costs - Option 3

ESTIMATED CONSTRUCTION COSTS
The Order of Magnitude Estimate has been developed by Advicas Group 
Consultants Inc. in current (August, 2016) dollars. The estimated capital 
construction costs and associated soft costs of the proposed options are as follows:

Critical Remediation (Stantec 2015 study)   N/A
Interior Renovation      N/A
Building Expansion      N/A
New Construction      $35,100,000
Soft Costs      $9,800,000 
 

TOTAL CAPITAL CONSTRUCTION COST   $44,900,000 
 

ESTIMATED PROJECT COSTS
For planning purposes, The City of Victoria, in consultation with Advicas has 
developed total project cost estimates by adding ontingencies and making 
allowance for escalation assuming mid-2018 start-date.

Cost escalation assuming mid-2018 start date $10.3 Mio
Construction Contingency (30% for Options 1 and 2; 
20% for Option 3)

$7.0 Mio

Project Contingency $6.2 Mio

Total Project Cost $68.4 Mio
Net Present Value* $68.4 Mio

   
*Note: Options 1 and 2 would extend the life of the facility by approximately 30 
years, at which time a replacement is likely to be required. The net present value 
calculation adds the discounted value of that future capital outlay to provide a 
comparative in current day dollars.



Figure Fifteen
Comparison of Options

Feature Existing Option 1 Option 2 Option 3

Main tank (Annual 
Swims) 

50M tank (270,000 
swims per year)

50M tank (285,000 
swims per year)

50M (300,000 swims 
per year anticipated)

50M tank (300,000 
swims per year 
anticipated)

Leisure tank (Annual 
Swims)

185 m2 (30,000 swims 
per year)

Same as existing 
(30,000 swims per year)

280 m2 with higher 
quality (100,000 swims 
per year)

280 m2  with higher 
quality (100,000 swims 
per year)

Hot Tub, Sauna and 
Steam Room

Yes
Hot Tub: 10 m2
Sauna: 10 m2
Steam rm: 10 m2

Refurbished
Hot Tub: 10 m2
Sauna: 10 m2
Steam rm: 10 m2

Sauna/Steam 
refurbished and new 
enlarged hot tub
Hot Tub: 18 m2
Sauna: 10 m2
Steam rm: 10 m2

New Hot Tub and 
Sauna/Steam:
Hot Tub: 18 m2
Sauna: 10 m2
Steam rm: 10 m2

Change Rooms Moderate quality gender 
specific change rooms 

F - 227 m2
M - 280 m2

Upgraded mens and 
women’s plus universal 
change rooms:
Universal - 305m2
F - 135 m2
M - 115 m2

Upgraded mens and 
women’s plus universal 
change rooms:
Universal - 385 m2
F - 135 m2
M - 115 m2

Newly designed and 
configured mens, 
women’s and universal 
change rooms:
Universal - 395 m2
F - 125 m2
M - 125 m2

Entry and Circulation 
and Control

Poor
140 m2

Small improvement
200 m2

Significantly Improved
295 m2

Significantly Improved 
and more efficient- 
(newly planned for 
current needs)
305 m2

Opportunities for Food 
and Beverage and 
Retail Services

Very basic Small improvement Significantly improved Significantly improved

General Accessibility 
Throughout Facility

Poor Significantly improved Slight improvement over 
option 1

Optimized and efficient: 
newly planned to current 
standards of Universal 
Accessibility

Dry Floor Visits 100,000 per year 105,000 per year 130,000 per year 130,000 per year

Fitness Areas Poor quality and 
dispersed 
285 m2

Enlarged and improved 
spaces but remains 
dispersed
570 m2

Enlarged and improved 
spaces that are 
consolidated and better 
organized than option 
1 = improved user 
experience

700 m2

Newly design, enlarged, 
contiguous spaces, 
optimized for current 
needs and efficient - 
highly improved user 
experience

700 m2
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Comparison of Features Within 
Each Option



Figure Fifteen
Comparison of Options

Feature Existing Option 1 Option 2 Option 3

Yoga Studio Medium quality
(area included in 
Fitness)

Better quality
(area included in Fitness)

Better quality and 
configuration
(area included in 
Fitness)

Better quality and 
configuration
(area included in 
Fitness)

Dance Studio Yes
60 m2

Refurbished (basement)
60 m2

Relocated and 
Refurbished within 
constraints of expansion
60 m2

Relocated and newly 
designed without 
constraints
60 m2

Multipurpose Spaces 
(Small, Medium and 
Large)

No No Included in expansion
small: 140 m2
medium: 185 m2
large: 230 m2

Included in new building
small: 140 m2
medium: 185 m2
large: 230 m2

Child Minding Poor quality
55 m2

Much better quality
55m2

Same as option 1
55 m2

Small improvements 
over options 1&2
55 m2

Operational Impact:

Total Revenues 1,000,000 1,050,000 1,350,000 1,350,000

Total Expenditures 2,500,000 2,400,000 2,700,000 2,700,000

Net Operating Deficit 1,500,000 1,350,000 1,350,000 1,350,000

Net Subsidy per Swim* $4.89 $4.29 $3.38 $3,38

* Assuming dry floor uses are provided with little or no subsidy (once the operation is set up to accommodate aquatics services) then 
all of the subsidy is attributable to the swim visits.
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Image: Courtesy of Crystal Pool & Fitness Centre 
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Additional Criteria to Inform 
Decision

Construction Period Service Interruption 
and its Impact on Long Term Use

Note: the consultants’ estimates about use and operating impacts for each option 
pertain to year two of operation after the option opens for use; not year one.

The length of interruption associated with each option under consideration will have 
a very significant impact on long term use.  User groups indicated in the first round 
of public engagement that, in order to gain significant improvements they might be 
able to support not having access to the pool for several months, and in some cases 
could even support up to one full year.  However, if they had to go more than one 
season of not being able to use the pool, their group would be in jeopardy. 

 Also, experience suggests that if a pool closes for several months, casual users go 
elsewhere or stop swimming, and it can take up to one full year to entice them back 
unless the pool has some significant new aquatic features to attract them back. 
 

• Option 1 – Retrofit – 
 Duration of Service Interruption: It is estimated that renovations will shut down 

the pool operations for a minimum of 10-16 months without significantly 
increasing costs with complex phasing of the work. 

 Impact: Given that the pool would have modest increases in quality of pool 
using experience on reopening, it could take up to a year or more to gain back 
the predicted level of use and that could have a negative impact on the first 
year of operation.

• Option 2 – Retrofit and Add On –
 Duration of Srvice Interruption: It is estimated that renovations and expansion 

work will shut all or part of the facility for 14 - 20 months.
 Impact:  Because of the significant improvements and additional aquatic and 

dry floor opportunities, it is likely that a “honeymoom” effect will occur. This 
means that in the first year, total use and therefore deficit could be slightly 
better than predicted for the longer term future, as previous users come back 
and new users are enticed into the building to see what is available.

• Option 3 – New Replacement Structure – 
 No service interruptions are anticipated if a new site is identified to house the 

new replacement facility. As such there would be no negative impact on long-
term use. 
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Partnership Potential

During the first round of public engagement, a few partnership possibilities were 
identified as follows:

• There is interest on behalf of the Greater Victoria Public Library (GVPL) to 
partner with the City of Victoria. Crystal Pool has been identified by GVPL as 
a potentially very good site to accomodate up to approximately 930 - 1115 
m2 (10,000-12,000 sf)  of administrative offices for the GVPL system and 
an automated service point.The advantages of such co-location include 
complimentary service provision, a model which has proven successful in 
many jurisdictions across the Capital Region; as well as the efficient use of 
City resources to address two emerging infrastructure needs simultaneously. 
The investment into GVPL spaces as part of the Crystal Pool redevelopment 
would have the effect of reducing the overall cost to the City relating to future 
redevelopment of the GVPL Central Branch over the next 5-10 years

• There would likely be interest on behalf of external operators to run 
daycare programs out of Crystal Pool.  While this was not raised during the 
engagement phase, there is anticipated interest amongst operators and local 
families for such services if provided. It is also anticipated that such services 
could be operated cost-neutrally if the city decides to further pursue such use 
of space within the centre. 

• Some local community associations wish to relocate to an enhanced pool 
structure and create a base of operations at the Crystal Pool and Fitness 
Centre. They would require office space and would hope to negotiate a 
partnership whereby they could utilize some of the spaces in an enhanced 
building to deliver some of their services.  This would only be viable in Options 
2 or 3.

• There would very likely be some interest on the behalf of local providers of 
physiotherapy or sports medicine service providers to lease, on a long term 
basis, some space (currently not identified in the space program) in an Option 
2 or 3 project.  That would mean adding the space to the project, the capital 
and operating costs of which would be financed by the lease fees.  In fact, 
while there could be a case for a per sq. ft. lease rate that is higher than the 
typical market in Victoria (due to the fact that the service provider could have 
their patrons utilize both the aquatic spaces and fitness spaces for therapeutic 
programs) experience has shown that such leases in public pools in BC are 
usually at the local market rate for comparable space in the private sector.
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• The Victoria Curling Club made overtures to the consultants to add a curling 
facility to the enhanced pool building, thereby freeing up the valuable land 
at the site of the existing curling facility.  The Club would hope that the 
City would build the new curling facilities, financed at least in part with the 
liquidation of the site of the existing club, and lease the new facilities to the 
existing Curling Club for a nominal fee to delivery curling during the winters. 
This could only be considered in Options 2 or 3.

None of the options above are viable in Option 1, and none appear to be so 
compelling, from a business case point of view, that they constitute a material 
factor in shifting from Option 1 to either 2 or 3.  And, none help to distinguish 
between Options 2 or 3.    Therefore, the consultants recommend that partnership 
opportunities be set aside until after the decision on a preferred option, and 
then be revisited to see if there can be a business case proven to add space to 
accommodate a partner.
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Parking and Transportation 
Considerations

Insufficient on site parking for cars was one of the significant issues that were 
raised by users during the first round of public engagement.  Some work is 
required to strategize how to deal with this issue.  However, the issue has different 
implications depending on which option is chosen.

• Option 1 – Retrofit – In this case, the issue will remain as it is. The profile of 
use on completion of the project will be very similar to what it is now, and the 
options available for dealing with the issue will be the same as they are now.

• Option 2 – Reftrofit and Add On – Overall use will increase approximately 
30% so the problem gets magnified.  But, as the new facility will have the 
same footprint as the existing one, there will be no new options for dealing 
with the problem

• Option 3 – New Replacement Building – In this case, use will increase by 
approximately 30%, but there may be new opportunities for adding parking 
with the relocation of the building.  One option would be to develop some 
underground parking around the new water tanks.  There is significant 
operating/maintenance benefit to creating dry side access to water tanks 
below grade, in order to get access to piping, the walls themselves and light 
figures. If that dry side access can be combined with parking stalls, there may 
be reciprocal benefit.

Bicycle Use and Public Transit connectivity

Crystal Pool is well connected to the public transit network with a bus stop in close 
proximity to the main entry along Quadra Street. Vancouver Street is an Signed 
Bike Route providing a connection from  Central Park (within which Crystal Pool is 
located) to existing and planned new bike routes throughout downtown Victoria. 

Improvements to bicycle parking are recommended as part of all rejuvenation, 
expansion or replacement options. 
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Sustainability, Efficiency and Green House 
Gas (GHG) Considerations
Sustainability is a key consideration in regards to both environmentally conscious 
new construction and efficient facility operation. However, in order to achieve an 
optimized solution, it is of fundamental importance that the key determining factor 
to assess the sustainability of a development is defined. The information provided 
below summarizes our observations related to comparison for redevelopment of the 
existing Crystal Pool facility along two such determining factors; energy efficiency 
and greenhouse gas emissions.

Energy Efficiency

The retrofit Options (1 and 2) presented anticipate a 25% increase in efficiency 
compared to current performance as detailed in the “Detailed Energy Assessment” 
produced by Stantec Consulting (dated November 28, 2014). 

The Canadian median average swimming pool building is established to be 51% 
more energy efficient than the existing Crystal Pool facility and 34% more efficient 
than the retrofit option presented.*

An important consideration when evaluating comparative Energy Use Intensity 
(EUI) values for pool facilities is that the functional diversity (i.e. the proportion of 
pool zone in relation to total floor area) can provide significantly different results. It 
is therefore important that reference values are used from facilities with a similar 
functional diversity to Crystal Pool, so as to create an ‘apples to apples’ comparison 
for evaluation.

In order to obtain a more refined estimate of energy consumption for a newly 
constructed facility in this climatic environment, additional energy modelling studies 
would be necessary that do not form part of the current scope of this project. 

* (Reference: ‘EPA (2016) Canadian Energy Use Intensity by Property Type’)
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Greenhouse Gas (GHG) Emissions

Calculation of GHG emissions are largely dependent on the fuel source mix used 
for the services operation of that facility. Both the existing and the retrofitted facility 
options use gas as the primary fuel source for this building, which results in a 
relatively high GHG emissions output – as the generation and distribution activities 
associated with natural gas provide a high emissions intensity. 

Conversely, comparative new aquatic facilities which typically employ mechanical 
systems with a heavier electricity based source mix provide a much lower resultant 
GHG emissions output. GHG emissions intensity for electricity is far more varied 
than natural gas, as the source of generation (hydro, coal, nuclear) can vary by 
location and natural capital. For example, British Columbia has a very low GHG 
intensity due to the abundance of hydro based generation. Alberta currently has 
a GHG intensity of approximately 31 times that of BC, due to the more energy 
intensive forms of generation used. 

This interdependency between GHG emissions and mechanical systems employed 
creates difficulty in direct comparison between retrofitting existing pool buildings 
and new construction, using GHG as an informative decision criteria. In other 
words, should GHG reduction be a primary determining factor for decision making, 
it might be found that retrofitting the existing building with lower emissions based 
technology and improving energy efficiency through improved building envelope 
would possibly result in the highest level of GHG reductions. 

Without further detailed study of the amount of embodied energy associated with 
both the existing and new building option, and the technical feasibility and cost 
impact of moving towards less GHG intensive fuel sources for the operation of 
Crystal Pool, it is not possible to have GHG emissions meaningfully inform the 
decision between retrofit (Options 1 and 2) and New Build (Option 3).
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Image: Courtesy of Crystal Pool & Fitness Centre 
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Figure Sixteen
Decision Support Matrix

Feature Existing Option 1 Option 2 Option 3

Project Cost Continued Repairs $39.8 Mio $55.9 Mio $68.4 Mio

New Amenities None Universal change room
Small lobby expansion 

Universal change room
Multi-Purpose rooms
New leisure pool
Expanded lobby

Universal change room
Multi-Purpose rooms
New leisure pool
Expanded lobby

Operating Efficiency Poor Small Improvement Significantly improved 
over option 1 due to 
increased swims

Slightly better than 
option 2

Operating Impacts Operating deficit 
reduction 10%

Operating deficit 
reduction 10%

Operating deficit 
reduction 10%

Increased Usage Increased Usage 3-10% Increased Usage 
35%

Increased Usage 
35%

Per-Visit Subsidy 
Impact

reduced net per-visit 
subsidy up to 10-15%

reduced net per-visit 
subsidy up to 50%

reduced net per-visit 
subsidy up to 50%

Partnership Potential Limited Limited Possible Possible

Service Interruption 
During Construction

Unknown, as system 
failure may require 
service interruption

minimum 10-16 months minimum 14-20 months None

Risk High risk of system 
failure on an 
unpredictable timeline

Higher risk of 
encountering unknown 
conditions through the 
construction process

Higher risk of future 
system failure of 
components that were 
not replaced during 
renovation

Higher risk of 
encountering unknown 
conditions through the 
construction process

Higher risk of future 
system failure of 
components that were 
not replaced during 
renovation

Lower risk of 
encountering unknown 
conditions through the 
construction process

Lower risk of failure 
of new systems and 
components before end 
of expected lifespan

Seismic Code Impacts 1971 Construction - not 
to seismic code

Improvement to resist 
approximately 70% of 
seismic design load 
anticipated in future 
BC Building Code.  
Minimum life-safety to 
increase likelihood of 
safe exiting from facility 
in case of seismic event, 
remains below current 
and future Building 
Code levels of a new-
build.

No Post-Disaster Option 
possible

Improvement to resist 
approximately 70% of 
seismic design load 
anticipated in future 
BC Building Code.  
Minimum life-safety to 
increase likelihood of 
safe exiting from facility 
in case of seismic event, 
remains below current 
and future Building 
Code levels of a new-
build.

No Post-Disaster Option 
possible

Designed to resist 
100% seismic design 
load in future BC 
Building Code. 

Post-Disaster 
(resistance to 150% 
seismic design loads) is 
possible, but increases 
costs significantly.
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Figure Sixteen
Decision Support Matrix

Feature Existing Option 1 Option 2 Option 3

Lifecycle Reinvestment About $1M per year 
spent on repairs and 
lifecycle issues

Savings of about 
$750,000 per year on 
repairs and lifecycle 
issues

Same as for option 1 Same as for option 1

Estimated Lifespan 
(As per BOMA life 
expectancy table)

Items with short lifespans 
(<15 years, such as 
Wall and Floor Finishes, 
Roofing, Communication 
and Fixtures) are not used 
for comparison purposes

Year to year operation 20-30 years for 
renewed systems

15-25 years for 
new windows/doors 
/ glazing (~40% 
replaced)

0-5 years for original 
windows/doors / 
glazing (60% not 
renewed)

40-55 years for non-
renewed structure 
(remaining from original 
100 year lifespan)

20-30 years for 
renewed systems

15-25 years for 
new windows/doors 
/ glazing (~85% 
replaced)

0-5 years for original 
windows/doors / 
glazing (~15% not 
renewed)

40-55 years for non-
renewed structure 
(remaining from original 
100 year lifespan)

20-30 years for new 
systems

15-25 years for new 
windows/doors / 
glazing (100% new)

100 years for main 
structure

Energy Use Impact Building performance 
considerably below 
current code standard

Existing wall and 
floor assemblies with 
lower performance are 
retained, but improved 
(25% improvement 
suggested by Stantec  
Detailed Energy 
Assessment - 2014)

Existing wall and 
floor assemblies with 
lower performance are 
retained, but improved 
(25% improvement 
over existing suggested 
by Stantec  Detailed 
Energy Assessment - 
2014)

New wall and floor 
assemblies will have 
higher performance 
and need to meet 
current, stringent energy 
performance embedded 
in building code. (51% 
improvement over 
existing suggested by 
“EPA (2016) Canadian 
Energy Use Intensity by 
Property Type”

GHG Impact Building performance 
considerably below 
current code standard

Varies based on choice 
of mechanical systems 
- reductions not easy to 
target without increased 
investment

Varies based on choice 
of mechanical systems 
- some reductions could 
be targeted within 
anticipated investment

Varies based on choice 
of  mechanical systems 
- easier to target 
reductions if prioritized 
as a criteria
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Images: Option 3 being further refined for Implementation
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Implementation

This scope of the Feasibility Study describes at a high level the steps to be 
undertaken in order to implement the selected option: construction of a new 
replacement facility. This implementation plan recommends an early establishment 
of an Integrated Project Team within the city.  Many of the tasks and steps are 
currently indicated at a conceptual planning level only and will be further developed 
and refined in more detail by that Integrated Project Team. 

Moving forward the project implementation will be considered in two main stages: 

A Project Definition and Funding Assessment Stage:  Grant applications 
and/or a referendum will be necessary to secure grant funding and/or to 
obtain electoral approval for borrowing the necessary funds for this project. 

B Realization Stage: The implementation scope that follows securing 
necessary funds and/or a successful referendum on the borrowing bylaw.   

Securing grant funding as well as holding a referendum if necessary constitutes 
a critical milestone in realizing the project, marking the transition from Stage 
A to Stage B. It is recommended that the City of Victoria balance the need for 
due diligence in refining the project information necessary for successful grant 
applications as well as for an informed decision by the electorate if necessary with 
fiscal prudence in not spending significant funds on designing a facility that has no 
approved funding. 
Stage A: In regards to further design and investigation effort for Stage A, the 
following approaches were considered,:

Approach 1: Secured Grants and/or Referendum Prior to Design. Reduce/
minimize amount of any further investment prior to securing grants or 
holding a Referendum, but extend overall schedule (10-11 months of 
design and documentation start only after funding is secured). 
• focus on grants and existing information only – no further design 

Approach 2: Design Start Prior to Referendum. Commence procurement 
of team and start design immediately, prior to secured grants or 
referendum. Expenditure of up to 25% of anticipated design fee might 
occur prior to having funding secured through grants or successful 
referendum, but schedule as presented can be maintained, and grant 
applications and referendum will benefit from refined numbers and 
decreased contingencies (DD stage)

Approach 3: Hybrid of above: limited, indicative design refinement for 
costing accuracy improvement only (Expenditure of 5-8% of 
design fee prior to referendum):
• advance conceptual images and costs (without completing SD/DD 

and associated cost estimates as per Option 1, but with some minor 
investment into program refinement, conceptual design and refined 
costing)

• Overall schedule may be affected depending on selected project 
delivery methodology (Design/Bid/Build versus CM Fast-Tracked 
with sequential tendering) 
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The following high level Activity Table outlines the starting point for implementing 
the new replacement facility. Development of a refined Implementation Plan 
or Project Plan that expands on these tasks will be completed by the future 
implementation team.

At this stage the efforts have been indicated as lead by the City of Victoria (COV) 
if the task relies largely on available expertise inside the City Departments (Parks 
& Rec, Communication, City Clerk, CMO's Office, Finance or Engineering) and as 
lead by an Integrated Project Team (IPT) if the effort relies largely on scope being 
completed by external Consultants. 

DESIGN 
REFINEMENT: 

INDICATIVE 
DESIGN

SECURE 
FUNDING: 
(GRANTS / 

REFERENDUM)

REALIZE: 
DESIGN AND 
CONSTRUCT

STAGE A

MILESTONE: 
PROJECT IS NOW CONFIRMED

STAGE B

Approach 3:
The City of Victoria opted to continue with Approach 3: The immediate 

continuation of an indicative design for the new facility with focus on 
developing a project vision identifying project risks and refining the project 
costs in advance and in support of securing funding through grants (or 
referendum if necessary)
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Much of the necessary expertise to implement the next steps of this project already lies within various city 
departments, but strategic addition of external expertise and resources might be required. Expertise and 
experience will be needed in the following key areas: 

• Project Management
• Public Engagement and Communication (pre and post funding (grants or referendum)
• Technical (program and facility concept refinement – pre-referendum – expertise might include city 

staff from varying departments (engineering, parks & recreation, sustainability as well as external 
consultants (architects and engineers)

• Financial (financing / budgeting (city) and external quantity surveyor (capital cost estimate 
refinement))

• Policy and procurement (Grant Applications, Referendum procedure if necessary, procurement)
• Senior level city staff (planning, engineering, parks, finance, city managers office, council liaison)

1
Establish within the City a Project Team (CoV):

- Project Management
- Communications
- Parks & Recreation
- Finance Dept
- City Managers Office

Establish an Integrated Project Team (IPT) to 
include external consultants.

INTEGRATED PROJECT TEAM

Reliance on internal Project Managers or externally sourced Project Manager(s) will be necessary to 
establish and lead a project team through the next steps. 
 • Lead Integrated Project Team meetings
 • Develop project plan and project schedule
 • Establish project protocols, internal communication and accountability structures
 • Review critical project influences: risk register, procurement and construction delivery approaches, 

funding 

2
Retain or designate internally a Project Manager 
or team of PM's to represent the City’s interests 
in evolving project and lead the Integrated Project 
Team

PROJECT MANAGEMENT
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Drawing from CESP and with support from external consultants (Communication, Technical team, PM) 
identify group of point persons that can advance the communications strategy and plan for the project

• Project Management
• Public Engagement and Communication (pre and post funding (grants or referendum)
• Technical (program and facility concept refinement – pre-referendum – expertise might include city 

staff from varying departments (engineering, parks & recreation, sustainability as well as external 
consultants (architects and engineers)

• Financial (financing / budgeting (city) and external quantity surveyor (capital cost estimate 
refinement))

• Policy and procurement (Grant Applications, Referendum procedure if necessary, procurement)
• Senior level city staff (planning, engineering, parks, finance, city managers office, council liaison)

5
Establish representation from CESP (Citizen 
Engagement an Strategic Planning) as well as 
outside consultants for expertise on communication 
and engagement

COMMUNICATIONS TEAM

Drawing from city management and staff (Parks and Recreation) as well as the Mayors and City Manager's 
offices, identify a group of point persons that can advance the business case and operational strategies for 
the new facility: 

• Establish ongoing discussions with potential partners (for instance Silver Threads)
• Make overtures to Provincial and Federal Governments about funding partnerships
• Develop a contingency plan in case existing building systems fail before the new building opens

3
Establish a core group that has authority to develop 
and represent the project business plan and 
operational concerns of the new facility.

BUSINESS & OPERATIONS

Drawing from city management and staff (Finance, Clerks Office) as well as the Mayors and City Manager's 
offices, identify a group of point persons that can advance the financial planning and funding model for the 
project
 • Prepare some project cost comparative information in response to Council request
 • Develop and maintain project budget with input from other teams
 • Initiate referendum process and administer referendum (if necessary)
 •

4
Establish representation from Finance Dept., City 
Clerks Office and other departments for financing 
and funding expertise and strategy

FINANCE AND FUNDING TEAM
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Drawing from city management and staff (Parks + recreation: Crystal Pool Facility, Engineering, Planning) as 
well as specialist consultants (Architecture, Structural, Mechanical, Electrical, Traffic, Cost Consultant (QS), 
Surveyor, Environmental (HazMat)) identify a group that can advance the indicative design for the new facility 
for purposes of refining the budget and creating infirmation that supports funding (grants and possibly 
referendum). 
 • Confirm Site - design refinement can’t start without a site
 • Prepare Design and Costing Information necessary for funding (grant submissions, referendum)

 • Develop Conceptual Design Refinement: Indicative Design including Architectural, Structural,   
 Mechanical and Electrical concepts (consultants)

 • Review sustainability targets as a key influencer on project costs
 • Engage with feasibility stage stakeholders on new facility regarding scope (key project cost   

 influencer)
 • Elemental Cost Estimate - Quantity Surveyor
 • Ongoing value engineering

 • Advise on Methods of project development / procurement (D-B-B, D/B, CM or other) as a key project 
cost influencer

 • Respond to issues raised by IPT and the public as necessary
 • Prepare visual and summary information on the indicative design for engagement team, grant 

applications and referendum (Project vision, program, plans, perspectives, descriptions)
 • Procure or complete internally technical site investigations as deemed necessary to asses 

project risks and refine project budget (site survey, tree survey, arborist, geo-technical investigation, 
hazardous material investigation (existing building existing and new site), traffic and transit)

6
Establish representation from city and facility as 
well as outside specialist consultants for expertise 
on technical design refinement and further project 
feasibility investigation for risk reduction and more 
detailed cost information

TECHNICAL TEAM

It will be necessary to procure services during the implementation of this project to supplement internal 
resources:

• Project Manager
• Design Support for Indicative Design and for project
• Communications Strategist
• Technical Specialists for site evaluation and risk review: site survey, tree survey, arborist, geo-technical 

investigation, hazardous material investigation (existing building existing and new site), traffic, transit
• Policy and procurement (Grant Applications, Referendum procedure if necessary, procurement)
• Senior level city staff (planning, engineering, parks, finance, city managers office, council liaison)
• Contractor (through Tender), Design/Builder or Construction Manager (through RFP)

7
Supply Management Services to advise and support 
on necessary procurement of expert external 
support 

PROCUREMENT TEAM
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PREDESIGN

NON-TECH PREDESIGN TASKS

TEAM SELECTION (BY CITY)

PROCUREMENT APPROACH DECISION (D-B-B, D/B, CM, OTHER)

COMMUNICATIONS PLAN IMPLEMENTATION

PUBLIC SURVEY IF SUPPORTED BY COMM STRATEGY

PRE FUNDING DESIGN REFINEMENT (TECH TEAM)

PROGRAM CONFIRMATION 

STAKEHOLDER ENGAGEMENT (PROGRAM / LAYOUT)

ARCHITECTURAL CONCEPTUAL DESIGN

INTEGRATED DESIGN REFINEMENT (TECH: ASME, COST)

COST ESTIMATE

GATHER AND ASSEMBLE INFO (TECH)

FINAL CITY REVIEW / APPROVAL

TELL THE STORY (SUPPORT COMM TEAM)

FUND SOURCING (GRANTS OR REFERENDUM)

PREPARE FOR GRANTS AND/OR REFERENDUM 

SCHEMATIC DESIGN (2-3MO)

COST REPORT AT 100% SD

DESIGN DEVELOPMENT (3-4 MO)

COST REPORT AT 100% DD

CONSTRUCTION DOCUMENTS (6-8 MONTHS)

BIDDING AND NEGOTIATIONS (MULTIPLE PACKAGES)

CM MULTIPLE FAST-TRACKED PACKAGES

CONSTRUCTION / CONTRACT ADMINISTRATION (18-20 MO)

18-20 MONTHS OF CONSTRUCTION

COMMISSIONING / POST - CONSTRUCTION (2 MO)

COMMISSION AND MOVE-IN (NEW FACILITY)

DE-COMMISION AND DEMOLISH EXISTING FACILITY

Activities                                                      Dates
2017 2018 2019

Feb March Apr May June July JulAug Sept Oct Nov Dec Jan Feb Mar Apr May Jun FebAug Sep Oct Nov Dec Jan

OVERVIEW PROJECT SCHEDULE 



CRYSTAL POOL AND FITNESS CENTRE - FEASIBILITY STUDY 78

PREDESIGN

NON-TECH PREDESIGN TASKS

TEAM SELECTION (BY CITY)

PROCUREMENT APPROACH DECISION (D-B-B, D/B, CM, OTHER)

COMMUNICATIONS PLAN IMPLEMENTATION

PUBLIC SURVEY IF SUPPORTED BY COMM STRATEGY

PRE FUNDING DESIGN REFINEMENT (TECH TEAM)

PROGRAM CONFIRMATION 

STAKEHOLDER ENGAGEMENT (PROGRAM / LAYOUT)

ARCHITECTURAL CONCEPTUAL DESIGN

INTEGRATED DESIGN REFINEMENT (TECH: ASME, COST)

COST ESTIMATE

GATHER AND ASSEMBLE INFO (TECH)

FINAL CITY REVIEW / APPROVAL

TELL THE STORY (SUPPORT COMM TEAM)

FUND SOURCING (GRANTS OR REFERENDUM)

PREPARE FOR GRANTS AND/OR REFERENDUM 

SCHEMATIC DESIGN (2-3MO)

COST REPORT AT 100% SD

DESIGN DEVELOPMENT (3-4 MO)

COST REPORT AT 100% DD

CONSTRUCTION DOCUMENTS (6-8 MONTHS)

BIDDING AND NEGOTIATIONS (MULTIPLE PACKAGES)

CM MULTIPLE FAST-TRACKED PACKAGES

CONSTRUCTION / CONTRACT ADMINISTRATION (18-20 MO)

18-20 MONTHS OF CONSTRUCTION

COMMISSIONING / POST - CONSTRUCTION (2 MO)

COMMISSION AND MOVE-IN (NEW FACILITY)

DE-COMMISION AND DEMOLISH EXISTING FACILITY

Activities                                                      Dates
2017 2018 2019

Feb March Apr May June July JulAug Sept Oct Nov Dec Jan Feb Mar Apr May Jun FebAug Sep Oct Nov Dec Jan

OVERVIEW PROJECT SCHEDULE 
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Image: Courtesy of Crystal Pool & Fitness Centre 
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Figure A - 1
Summary of 50M Public Pool Tanks in BC

Population 2015* # of 50M Pools 

Lower Mainland

Langley Township 116, 863 1
Surrey 526, 004 3

Richmond 207, 773 1

Vancouver 648, 608 2

Coquitlam 144, 668 1

New Westminster 54, 258 1

Unincorporated Areas (including UBC) 26, 941 1

Lower Mainland Total 2, 513, 869 10

Per Capita Supply of 50 Meter Tanks One per $251,387

Capital Regional District

Victoria 84, 793 1

Saanich ** 110, 803 1

Capital Regional District Total 377, 809 2

Per Capita Supply of 50 Meter Tanks One per 188, 905

Rest of Province 

Kelowna 124, 378 1

Prince George 71, 363 1

Nanaimo 90, 524 1

Kamloops 89, 995 1

Remainder of Province (including all other communities) 1, 791, 461 6

Per Capita Supply of 50 Meter Tanks One per 278, 577

Total Province of BC 4, 683, 139 16

Per Capita Supply of 0 Meter Tanks One per 292, 696
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Appendix

Appendix A - Provision of 50M Public 
Pools in BC
Figure A -1 summarizes the supply of 50M public pool tanks in BC in 2015.  As 
the Figure shows, the Capital Regional District has more 50M pool tanks per capita 
than any other region of the province.

* According to www.bcstats.gov.bc.ca in 2015

** Although Saanich Commonwealth Place technically has two 50m tanks, one is very seldom configured as a 50m tank. 



Figure B - 1
Summary of Input from Stakeholder Interviews

Name of Group Most salient issues, needs and concerns 

Quadra-Hillside Neighbourhood Action 
Committee 

AND

Quadra Village Community Centre 

 • The local community has a strong affinity with 
the CPFC and is very supportive of it remaining 
in the community. 

 • A great many local individuals and families us it 
and aren’t in a position to use other pools. 

 • The community likely would prefer a more 
modest project (just keeping what we now have) 
rather something that the City can’t afford. 

 • Just make a decision, rather than studying the 
problem again. 

Turbo H2O Fitness  • Need 50m tank, but add more water in the 4-5 
foot depth range.

 • More deck space for transition fitness from water 
to deck and back to water. 

Mercury Rising Tri Club  • While the pool is old and basic, it generall meets 
our needs. 

 • Our biggest problem is the swim lane rental rates 
which are far too high. 

 • By far, our biggest concern would be significant 
interruption of access to the facility during 
construction. 

 • Our secondary concern would be if we had to 
make do with a 25m tank instead of 50m. 

 • Also, need more parking. 

Special Olympics  •  Building is quite suitable to our needs.
 • Keep all the water surface area so that we can 

use it along with other uses at the same time. 
 • Need family change rooms. 
 • Need to make the building more physically 

accessible. 
 • Would love to host a swim meet. 
 • Put more emphasis on the facility as an all round 

recreation and wellness centre. 
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Appendix B - First Round of Public 
Consultation 
STAKEHOLDER INTERVIEWS

A total of 80 groups were invited to meet with the consultant and provide their 
input.  Twenty-six agreed to interviews, and twenty-four actually showed up for their 
interview.  While the consultants gathered a great deal of useful information from 
the interviews, only the most important points are recorded herein.



Figure B - 1 (Continued)
Summary of Input from Stakeholder Interviews

Name of Group Most salient issues, needs and concerns 

Tyee Aquatic Club  • Worst fear is being without a facility for a season 
or more due to construction. 

 • Very high need for lots of lane hours of rentals 
(hopefully allowing other uses at the same time) 
as we are a growing club, with a very wide variety 
of programs). 

 • Really want a 50m training format for last half of 
our season. 

 • Fix parking, disable access, food and beverage 
service, family change rooms, much better fitness 
areas. 

 • Would like to be able to host competitions. 

Friends of Crystal Pool  • Retrofit what we have, rather than build whole 
new facility which would be too costly from a 
finance, environmental and social perspective. 

 • Add family change rooms, food and beverage 
service and dry floor spaces like multipurpose 
rooms, making it a true community centre. 

 • Make all aspects of the building physically 
accessible. 

 • Repurpose bleacher seating area as it is 
underutilized. 

 • For sure, keep 50m tank. 

Gorge Narrows Rowing Club 
(through SMU) 

 • We rent two lanes twice per week during the 
summer now for cross training, and the building 
currently meets our needs. 

 • In future, we will need more lanes, more months 
of the year as our program grows. 

 • The facility which is located in a multiuse park 
represents quite a uniquely attractive set of 
services in our region. 

Silver Threads  • We don’t use the facility now, but would like to 
potentially relocate to it and becoming a service 
providing partner. 

 • We would need access to about 2500 sq.ft of dry 
floor space. 

KATS Youth Tennis  • We don’t use the facility now and don’t see 
any potential future use, but *** 

Human Powered Racing   •  Building currently meets our needs. 
 • Our biggest concern would be if there was no 

pool in the future. 
 • Our second biggest concern would be an 

interruption due to construction of more than a 
season. 

 • Whether 25m or 50m - doesn’t really matter to 
us. 
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Figure B - 1 (Continued)
Summary of Input from Stakeholder Interviews

Name of Group Most salient issues, needs and concerns 

Oak Bay Orcas  • Facility generally meets our needs now. 
 • However, ideally it would be nice to have a little 

more access to 25m lane hours during the 
summer, and to have more dry land training area 
and more parking. 

 • Also, the bleacher seats are terrible. 

Victoria Curling Club  • Would love to be part of a project to expand 
or replace the Crystal Pool, adding an 8 sheet 
curling facility which will be energy efficient and 
provide synergies and economics of scale, and a 
large flat floor space for 3-4 months per year. 

Pacific Coast Swimming  • A shut down for construction would be a problem 
but the club would survive, otherwise ditto to all 
points above. 

Private Fitness and Rehab Contractors  • Much better access to all dry floor fitness spaces 
for people with disabilities. 

 • Separated dedicated space for dry floor fitness 
equipment, spaces that are climate controlled. 

 • Family change rooms. 
 • Better, newer equipment. 
 • Patrons want high quality ambience, equipement 

and instructors. We have the instructors, but 
need the other two. 

 • Add parking. 
 • Can we have seamless access to outdoor space, 

back and forth. 

Victoria Youth Paddling Club  • Need a large water surface for our C6 safe 
training trials. 

 • Would also love to use a dedicated dry land 
training area occassionally. 

Oaklands Community Centre   • Need more activity rooms (roughly 1000 to 1200 
sq.ft.) for our leadership training programs. 

Canucks Autism Network  • Need family change rooms. 
 • Also need more / better aquatic equipment (e.g. 

noodles and kickboards). 

Recreation Integration Victoria  • While the staff does their best to respond to 
integration challenges in an old building, there is 
much that is challenging at the facility in terms of 
physical access. 

 • It will require an understanding and commitment 
that the facility is for all citizens. 
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Figure B - 1 (Continued)
Summary of Input from Stakeholder Interviews

Name of Group Most salient issues, needs and concerns 

Triathlon Canada  • Need to keep the 50m tank for triathlon training. 
 • As we grow Paralympic triathloning we need 

more access to the building for people with 
disabilities. 

Victoria Masters Swim Club  • We would really like to keep lots of water surface 
area so that we can use lots of lane hours while 
others area also using the pool. 

 • Would prefer to keep the 50m format, which 
likely means retaining and retrofitting the existing 
facility. 

 • Several months or a year of pool use interruption 
would be painful, but we would make due in 
order for the long term gain. 

 • Need universal change rooms and more / better 
dry floor fitness spaces. 

 • Could also use more club storage. 
 • More community meeting space, food and 

beverage service and a physiotherapy area and a 
swim supply retail outlet would also be helpful. 

Byte Camp  • Would love to run our camp out of the facility, 
but would need to have more access to a 
multipurpose room to set up computers. 

VIHA Pain Clinic  • Need to continue to provide aquatic rehab and 
therapy for the many who need it. 

 • Keep the services affordable; at same level as 
currently or even lower. 

 • Make the facility more accessible by people with 
disabilities. 

 • Add dedicated physio area and other sports 
medicine type services to the facitlity. 
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Figure B - 2 
Summary of Input from Staff Members

Name of Group Most salient issues, needs and concerns 

Facility Program Staff  • If we do nothing else, we need to fix the overall 
physical accssibility issues and add family 
change rooms. 

 • We’d also really need more dry floor spaces, 
including a gym, a dedicated larger fitness space, 
a community kitchen, a licensed child care space 
and a classroom, to make this a real community 
centre. 

 • We could also use a community kitchen and an 
entry lobby that is social and welcoming, better 
storage, a staff room and more parking. 

Facility Customer Service Staff  • Must separate fitness into temperature 
controlled, purpose built space(s), add full 
accessibility and family change rooms. 

 • Add a gymnasium, food and beverage area, 
social spaces, more parking, physio area, public 
washrooms in the foyer, and an accessible 
washroom on the pool deck. 

 • Keep the community feel, skylights the 50m tank 
and the sauna. 

 • No chlorine. 

Maintenance and Operations Staff  • There are four critical building systems that need 
extensive investment immediately and they are 
a coating of the pool tank (to stop leaks), new 
boilers and controllers, repairs to the domes and 
the water filtration system. 

 • The public doesn’t see these but they are 
becoming critical to the ongoing operation of the 
building. 
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STAFF INPUT

The consultants also conducted three meetings with staff groups to gain their 
insights and views.
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PUBLIC FOCUS GROUP

The consultants also conducted four focus groups with members of the public that 
use Crystal Pool and Fitness Centre.  A total of 36 people attended and provided 
input. The main themes of those events are summarized below:
• What draws us to use CPFC (instead of all the other facilities in our region) 
include the following:
o The staff and the community feeling they create
o The facility is less pretentious – real people use this facility, including a 
broad cross section of the community
o The location
o The fact there is a park that surrounds it and it provides a wide range of 
opportunities that aren’t available at other facilities
o The 50M tank, one of only two in the region

• We want the pool to do a better job of serving the following roles in our 
community:
o Attract and serve more families; especially families with children
o Become a real community based facility with a broader range of services, 
adding significantly to the dry floor services
o Act as a preventative health centre with services for those with disabilities, 
frailties or injuries

• What is essential in a future CPFC facility:
o Family change rooms
o More parking
o Much better physical accessibility, for people with disabilities
o Much more and better dry floor fitness spaces, in dedicated climate 
controlled areas
o A much more attractive tots pool for family fun and water orientation for 
toddlers

• What we would also love to see in a future CPFC facility (but may not be 
able to afford) include:
o More and larger dry floor multipurpose spaces
o Possibly a second rectangular tank
o Some food and beverage service

• Our biggest concerns are:
o What do we do while the building is under construction or reconstruction?
o The capital cost will be high
o We need to keep at least what we have – can’t do with less; especially the 
50M tank
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Appendix C - General Input from Regional 
Residents 
The City staff and consultant team worked together to create a Sounding Board 
which was posted at the CPFC to solicit general input from patrons and anyone 
who visited the facility. They also used the same sounding Board to augment other 
City sponsored consultation events. These were called Pop-Ups.  A summary of 
both are included in this Appendix.

SOUNDING BOARD

A Sounding Board was posted at the Crystal Pool and Fitness Centre.  It posed one 
specific question which was “what is the role that a future Crystal Pool and Fitness 
Centre should play in our community?” The board invited anyone who wished to 
answer the question to write their answers on a nearby pad of post-it notes and 
post the note onto the board for all to read and consider adding their comments.  
While a full text of the 464 answers is available, the vast majority fell into seven 
themes which are listed below in priority order from highest incidence to lowest 
incidence.
• We need a 50 meter pool
• Need universal changerooms and washrooms
• More parking
• Add an outdoor pool
• Add or keep a waterslide
• Keep the skylights
• Add a lazy river

POP-UPS

Sounding Boards were also posted at a number of community events.  Each posed 
the same single question as above (but for a more general audience than just 
facility users).  The boards invited anyone who wished to answer the question to 
write their answers on a nearby pad of post-it notes and post the note onto the 
board for all to read and consider adding their comments.  While a full details of 
the 200 answers is available, the vast majority fell into ten themes which are listed 
below.
• 140 elementary aged school children in various schools in the City overwhelmingly 
felt that other pools were more attractive than Crystal Pool (their favourite pool 
was not CPFC although the majority had used it).  They enjoyed the leisure pool 
amenities in these other pools and liked to visit them.  They also unanimously felt 
that the CPFC should be more than a pool; a community centre with a variety of 
amenities.
• 22 participants in summer camps expressed similar views. 
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Appendix D - Public OnLine Survey
An online survey was posted on the City’s webpage.  It invited anyone who wished 
to provide input to answer a series of questions.  A total of 570 completed surveys 
were received between the dates of June 10th and 30th.  While not a controlled 
random sample, the results are considered to be representative and were helpful in 
determining needs.  They are summarized below.
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i. Roof dome

The existing roof domes will be replaced with circular domes that utilize the existing 
(refurbished) ring beams. The new domes will consist of acrylic panels, battens, 
spacers and sealant. The replacement will include new parapet flashing and 
membrane tie in to roof membranes. 

“The existing building is of architectural interest and importance to the community. 
A rehabilitation strategy that preserves the original design intent will maintain the 
facility’s architectural integrity.”

ii. Pool finish + gutter

The existing marcite and tile in the main pool, tot pool, swirl pool and deck shower 
area will be replaced. The refurbishment will include installation of new handrails, 
ladders, lane rope markers and other miscellaneous elements. All existing pool deck 
tile will be replaced, including upgrades to the rim flow gutter.

iii. HVAC upgrade + replacement

“The heating, ventilation and air conditioning system (HVAC) at the Crystal Pool is 
over 40 years old and requires a major upgrade. Most major components are far 
beyond their expected lifespan and should be disconnected, removed and replaced 
with new modern energy efficient equipment.”

iv. Mech system + filter upgrade

“The current antiquated and corroded filter room equipment, tanks and derelict 
ozone treatment equipment will be demolished and removed. The equipment is at 
end of life, and some maintenance procedures necessary on the old equipment and 
infrastructure are questionable. The new system will consist of open DE filter tanks, 
UV treatment and chlorine gas injection. This new system of filtration and treatment 
was chosen based on experience, proven effectiveness and maintenance staff 
familiarity with the systems.”

v. Pool drainage reconfiguration

“The pool and filter tanks discharge to the municipal sanitary drainage system from 
the large sump in the pool filter room. As the 8” sanitary line and 12” storm lines 
within the building are corroded from contact with chlorinated water and air, it is 
recommended to replace them with new piping of the same size.”

Appendix E - Technical Upgrades
A Lifecycle Upgrades Report was completed in 2015 by Stantec Consulting 
identifying a range of critically required technical upgrades required to maintain the 
facility in an operational condition into the future. Full descriptions are available in 
the Stantec Design Report, dated January 9, 2015. Any text in quotations below is 
from the Report. Some information has been taken from Stantec’s Detailed Energy 
Assessment, November 28, 2014. These have been included in Option 1 and 2 
with the exception of the roof top solar, which was only included in Option 2. The 
following is a brief summary of each item. 
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vi. Electrical upgrades

The main electrical service does not require any upgrades at this time. However, 
electrical upgrades will include replacement of several panel boards plus upgrades 
associated with the various mechanical upgrades to HVAC and Pool Mechanical 
Systems noted above. In addition, upgrades to the fire alarm system, emergency 
lighting, interior and exterior lighting. The public announcement system requires 
some modifications to suit the newly renovated areas. 

vii. Civil upgrades

There may be upgrades required to the existing storm and sanitary lines once 
existing conditions are determined. A new fire service connection will be required as 
a result of the proposed building sprinkler system upgrade.

viii. Seismic upgrades

Structural systems within the building do not currently meet the requirements stated 
within the building code for seismic resistance. The Seismic assessment undertaken 
by Stantec indicates the need for new shear walls, additional reinforcement at 
concrete block structural walls and upgrades to the floor slabs and roof deck.

ix. Sprinkler upgrades

“The Crystal Pool currently has an antiquated sprinkler system in the boiler room 
and three fire hose stations only.”

Sprinkler upgrades to the building, including a new water main from the street will 
be included.

x. Roof Solar

‘It is proposed that a solar water heater be installed to offset a portion of the pool or 
DHW heating demand from natural gas.

The Crystal Pool operation profile is particularly suited to solar hot water heating 
technology. There is a constant heating demand year round from pool heating and 
domestic hot water provision, and as such, the solar energy available especially 
during the summer month, can offset a significant portion of the heating demand.’

The solar hot water system payback period has been calculated at 18.5 years

xi. Boiler Upgrade
“It is proposed that the existing fire tube boilers be replaced by Condensing boilers. 
Condensing boilers incorporate an additional heat exchanger to extract heat 
by condensing water vapor from the products of combustion. They operate at a 
minimum efficiency of around 85% even when not condensing and can achieve 
efficiencies in the range of 85-95%
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Lower return water temperatures lead to more condensation and higher efficiencies. 
It is recommended that the dual return feature be utilized on the condensing boilers 
where colder pool and DHW is returned at a lower level on the boiler than the 
building heating hot water. This will result in higher overall operational efficiencies..”

The Boiler upgrade payback period has been calculated at 6.5 years

xii. Roof Replacement

‘The roof is an SBS torch on membrane over 1 inch of board insulation. The current 
insulation value of the roof is estimated at RSI 0.6, whereas ASHRAE requires RSI 
3.5 for new construction.’

It is proposed that the existing roof be replaced with a similar roof membrane over 
increased, code compliant insulation thickness of roughly 6 inches. 

The roof replacement upgrade payback period has been calculated at 22.0 years.
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Appendix F - Order Of Magnitude Cost 
Estimate
Order of Magnitude Capital Construction Costs have been estiated for all three 
options as per following estimate report.
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